
Notice to Bidder 
 
 

To comply with the ENGINEER ACT, B.E. 2542  
FOR THE CONSTRUCTION WORK RELATED TO DESIGN OR CONSTRUCTION SUPERVISION WORK 
 
The Contractors should be aware of the following: 
 

1. The Contractor who is a juristic person is required to obtain a License to Practice  
the Controlled Engineering Profession issued by the Council of Engineers Thailand. 

2. Where the Contractor is a joint venture or consortium, the Contractor shall comply with 
the following requirements: - 
1) In case of a joint venture, the joint venture is required to obtain a License to Practice 

the Controlled Engineering Profession issued by the Council of Engineers Thailand. 
2) In case of a consortium, only the member of the consortium who will be responsible 

for the Design or Construction Supervision Work is required to obtain a License  
to Practice the Controlled Engineering Profession issued by the Council of Engineers 
Thailand. 

 
 
 
 
 
NOTE : If you have any questions, please contact COUNCIL OF ENGINEERS THAILAND. 
Address : 1616/1 Ladprao, Wangthonglang, Bangkok, Thailand 10310 
Telephone : 1303 
Email : coe@saraban.mail.go.th 
 



ประชาสัมพันธ์ผู้ประกอบการเพื่อทราบ 
 

         เพื่อให้การด าเนินงานส าหรับงานจ้างก่อสร้างที่มีลักษณะงานด้านการออกแบบ 
หรือควบคุมงานก่อสร้าง สอดคล้องกับพระราชบัญญัติวิศวกร พ.ศ. 2542 จึงขอแจ้งแนวทาง 
ในการด าเนินงาน ดังนี้  
 

 1. ผู้รับจ้างท่ีเป็นนิติบุคคล ต้องเป็นผู้ท่ีได้รับใบอนุญาตประกอบวิชาชีพวิศวกรรมควบคุม
ส าหรับนิติบุคคลจากสภาวิศวกร 
 2. ผู้รับจ้างท่ีด าเนินการในรูปแบบของ “กิจการร่วมค้า” 
             (1) กรณีท่ีกิจการร่วมค้าได้จดทะเบียนเป็นนิติบุคคลใหม่ กิจการร่วมค้านั้นต้องเป็น 
ผู้ท่ีได้รับใบอนุญาตประกอบวิชาชีพวิศวกรรมควบคุมส าหรับนิติบุคคลจากสภาวิศวกร 
             (2) กรณีท่ีกิจการร่วมค้าไม่ได้จดทะเบียนเป็นนิติบุคคลใหม่ เฉพาะนิติบุคคลที่มีหน้าท่ี 
เป็นผู้รับผิดชอบงานวิศวกรรมออกแบบหรือควบคุม ต้องเป็นผู้ท่ีได้รับใบอนุญาตประกอบวิชาชีพ
วิศวกรรมควบคุมส าหรับนิติบุคคลจากสภาวิศวกร 

 
 
 
 
 
 
 
หมายเหตุ หากมีข้อสงสัย โปรดติดต่อ สภาวิศวกร 
ท่ีอยู่ : 1616/1 ถนนลาดพร้าว แขวงวังทองหลาง เขตวังทองหลาง กรุงเทพมหานคร 10310 
เบอร์ติดต่อ : 1303 
อีเมล : coe@saraban.mail.go.th 
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EGAT’s Privacy Notice on Procurement, Inventory Management and Contract Administration 

Electricity Generating Authority of Thailand (EGAT) has performed the protection of the Personal Data 
regarding procurement, inventory management and contract administration to be in accordance with  
the Personal Data Protection Act B.E. 2562 (the “2019 PDPA”), which comes into effect on June 1, 2022.  

Details about EGAT’s Privacy Notice on Procurement, Inventory Management and Contract Administration 
are available for you at https://www.egat.co.th/privacy-notice-procurement_en.html or the below QR Code. 

 

 

 

The Redaction of Sensitive Personal Data 

EGAT has announced the Privacy Notice on Procurement, Inventory Management and Contract 
Administration for the collection, use or disclosure of Personal Data, excluding the Sensitive Personal 
Data. 

Should the documents you wish to submit to EGAT contain the Sensitive Personal Data as defined in 
Section 26 of the 2019 PDPA, pertaining to racial, ethnic origin, political opinions, cult, religious or 
philosophical beliefs, sexual behavior, criminal records, health data, disability, trade union information, 
genetic data, biometric data, or of any data which may affect you in the same manner, you shall redact 
or conceal such data before submitting to EGAT. 

 

 

 

 

 

 

 

 

 



ประกาศความเป็นส่วนตัว (Privacy Notice) สําหรับการจัดซ้ือจัดจ้าง การบริหารพัสดุ และการบริหาร
สัญญาของ กฟผ. 

การไฟฟ้าฝ่ายผลิตแห่งประเทศไทย (กฟผ.) ได้ดําเนินการคุ้มครองข้อมูลส่วนบุคคลสําหรับการจัดซื้อจัดจ้าง 

การบริหารพัสดุ และการบริหารสัญญา เพ่ือให้เป็นไปตามพระราชบัญญัติคุ้มครองข้อมูลส่วนบุคคลของ
ประเทศไทย พ .ศ .  2562 (PDPA) ซึ่ งมีผลบังคับใช้อย่างครบถ้วน ต้ังแต่วันที่  1 มิถุนายน 2565  

ทั้งน้ี ท่านสามารถศึกษารายละเอียดประกาศความเป็นส่วนตัว (Privacy Notice) สําหรับการจัดซื้อจัดจ้าง  

การบริหารพัสดุ และการบริหารสัญญา ได้ที่ https://www.egat.co.th/privacy-notice-procurement.html 

หรือที่  QR Code ด้านล่าง  

 
 

การขีดฆ่าข้อมูลส่วนบุคคลอ่อนไหว 

กฟผ. มีประกาศความเป็นส่วนตัว (Privacy Notice) สําหรับการจัดซื้อจัดจ้าง การบริหารพัสดุ และการบริหาร

สัญญา เพ่ือใช้ในการเก็บรวบรวม ใช้ หรือเปิดเผย ข้อมูลส่วนบุคคล แต่ไม่เก็บข้อมูลส่วนบุคคลอ่อนไหว  

หากเอกสารของท่านที่ต้องส่งมอบให้ กฟผ. มีข้อมูลส่วนบุคคลอ่อนไหวตามที่ถูกบัญญัติไว้ในมาตรา 26 ของ 

PDPA ดังน้ี เช้ือชาติ เผ่าพันธ์ุ ความคิดเห็นทางการเมือง ความเช่ือในลัทธิ ศาสนาหรือปรัชญา พฤติกรรมทางเพศ 

ประวัติอาชญากรรม ข้อมูลสุขภาพ ความพิการ ข้อมูลสหภาพแรงงาน ข้อมูลพันธุกรรม ข้อมูลชีวภาพ หรือ

ข้อมูลอ่ืนใด ซึ่งกระทบต่อเจ้าของข้อมูลส่วนบุคคลในทํานองเดียวกันรวมอยู่ด้วย ขอให้ท่านขีดฆ่า หรือปกปิด

ข้อมูลดังกล่าว ก่อนส่งมอบให้แก่ กฟผ.   



Notice to Bidder 
 

Subject : Online Payment for Purchase of Bidding Documents  
 
Please be informed of the online payment for purchase of biding documents as follows: 
 

1) Download the Registration Form and fill out all necessary information by typing.  
(Complete data is required.) 
 

2) Payment shall be made by bank transfer or telegraphic transfer to EGAT’s account 
no. 109-6-01958-2 (swift code : KRTHTHBK), Krung Thai Bank Public Company Limited, 
Bangkruai Branch, Nonthaburi.  

 
All bank charges and fees incurred by the payment of bidding documents shall be 
under the buyer’s responsibility. 

 
3) Submit the fill-out Registration Form and the proof of payment from 1) to the email 

address of the in-charge officer and procurement.tse@egat.co.th in the CC. before 
15.00 hrs. Bangkok Standard Time. 

 
4) After the payment has been verified for approximately 3 working days, the in-charge 

officer will send the link for downloading the bidding documents together with  
the receipt to the purchaser’s email address in the Registration Form.  

 
 
   

****************************************** 
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Registration Form 
Invitation to Bid No. TNRP-L18A-OP 

 Supply and Construction for Replacement of Overhead Ground Wire with 
 Composite Overhead Ground Wire with Optical Fiber (OPGW) 

Telecommunication Network Renovation Project (TNRP) Phase 18 
Available Duration for Purchasing : July 21, 2023 to August 21, 2023 

Price of Bidding Documents :  USD 100.- or Baht 3,000.-  
Instructions 

1) Payment shall be made by bank transfer or telegraphic transfer to EGAT’s account no. 109-6-01958-2  
(swift code : KRTHTHBK), Krung Thai Bank Public Company Limited, Bangkruai Branch, Nonthaburi.  

2) Fill out this Registration Form in English by typing. (Complete data is required.)  
3) Submit the filled-out Registration Form and the proof of payment to the in-charge officer via email 

suparoek.int@egat.co.th and aradee.s@egat.co.th (with cc. procurement.tse@egat.co.th) before 15.00 hrs. Bangkok 
Standard Time. 

4) The in-charge officer will send the link for downloading the bidding documents together with the receipt to the 
purchaser’s email address in the Registration Form, which will take approximately 3 working days.  

For Purchaser  TAX ID : 
No.  Receipt No. :       Date :        

Bidder’s Name 
 

 

Address  
  Country : 

Name of Contact Person : Tel. Mobile No. 
Email Address : 
Local Representative 
 

 

Address  
  Tax ID : 

Name of Contact Person : Tel. Mobile No. 
Email Address :   
For Procurement Officer Change of Bidder’s Name TAX  ID :  
Bidder’s Letter No. : Dated : 
New Bidder’s Name 

 
 

Address  
  Country : 

Name of Contact Person : Tel. Mobile No. 
Email Address :   
Contact Information of In-charge Officer 

Name Ms. Chalita Pengnoo / Ms. Aradee Srisomon 

Email address chalita.pengnoo@egat.co.th / aradee.s@egat.co.th  

Telephone No. 66 2436 0342 

Mobile No. 6696 186 5269 

mailto:suparoek.int@egat.co.th
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 Invitation to Bid No. TNRP-L18A-OP (Revision 1) 

Supply and Construction for Replacement of Overhead Ground Wire with 
 Composite Overhead Ground Wire with Optical Fiber (OPGW) 

Telecommunication Network Renovation Project (TNRP) Phase 18 

The Electricity Generating Authority of Thailand (EGAT) is calling for the subject Invitation to Bid 
to be financed by EGAT’s fund. The escalation factor (K) for price adjustment is applied to this Bid 

Place of Construction :   
- 500 kV Chom Bung – Ratchaburi 3 Transmission Line (approx. 26.79 kilometers) 
- 230 kV Ban Pong 2 – Sai Noi Transmission Line (approx. 53.77 kilometers) 
- 230 kV Ratchaburi 2 – Ratchaburi 3 Transmission Line (approx. 21.06 kilometers) 
- 230 kV Bang Saphan – Prachuap Khiri Khan Transmission Line (approx. 59.12 kilometers) 
- 115 kV Phetchaburi – Ratchaburi 2 Transmission Line (approx. 53.11 kilometers) 
- 115 kV Cha-Am – Hua Hin Transmission Line (approx. 28.50 kilometers) 
- 115 kV Hua Hin – Pran Buri Transmission Line (approx. 25.49 kilometers) 
- 115 kV Prachuap Khiri Khan – Pran Buri Transmission Line (approx. 62.57 kilometers) 
- 230 kV Rajjaprabha – Surat Thani Transmission Line (approx. 51.49 kilometers) 
- 115 kV Phangnga – Rajjaprabha Transmission Line (approx. 79.35 kilometers) 
- 115 kV Hat Yai 1 – Hat Yai 2 Transmission Line (approx. 9.70 kilometers) 
- 115 kV Hat Yai 1 – Phatthalung Transmission Line (approx. 81.86 kilometers) 
- 115 kV Ang Thong 2 – Lop Buri 2 Transmission Line (approx. 42.86 kilometers) 
- 115 kV Chai Badan – Lop Buri 2 Transmission Line (approx. 81.64 kilometers) 
- 115 kV Tak 1 – Tak 2 (Junction) Transmission Line (approx. 13.50 kilometers) 
- 115 kV Mae Sot – Tak 2 (Junction) Transmission Line (approx. 79.26 kilometers)  

Medium Cost (including Value Added Tax and other expenses) :   

THB 181,071,885.23 (excluding cost of the Dismantled Equipment to be purchased by Bidder) 
Eligibility of Bidders 
1. The Bidder shall be a juristic person who provides such services and shall not be named in the List of Work 

Abandoners published by the Permanent Secretary, Ministry of Finance, and/or in the Debarment List and/or 
in the List of Work Abandoners declared by EGAT. 

2. The Bidder shall not be a Jointly Interested Bidder with other Bidders as from the date of EGAT’s issuance of 
the Invitation, or shall not be a person who undertakes any action as an “Obstruction of Fair Price 
Competition” for this Invitation. 

3. The Bidder shall not either be EGAT’s consultant or involve in EGAT’s consultancy company under this 
Invitation to Bid, or shall not have EGAT’s personnel involved in his business as shareholder having voting 
right that can control his business, director, manager, officer, employee, agent, or consultant except those 
who are officially ordered by EGAT to act or participate therein. 

4. The Bidder shall not be the person who is privileged or protected not to be taken any legal proceedings 
under Thai Court; Provided that such Bidder’s government declares that such special privilege is waived. 
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5. The Bidder who is a joint venture or consortium shall carry out all the work under such formation from 
the time of bidding until the fulfillment of the Contract. 

Availability of Bidding Documents 
Bidding Documents will be available for online purchase during 8:00 hrs. to 15:00 hrs., Bangkok 

Standard Time, as from July 21, 2023 to August 21, 2023 at USD 100.- or Baht 3,000.- per copy, non-refundable. 

  Please find more details for online purchasing process at http://www4.egat.co.th/fprocurement/biddingeng/ 
or contact for further information at telephone no. 66 2436 0342 or procurement.tse@egat.co.th. 

Delivery of Bids 

Bid Opening Date is postponed from September 19, 2023 around one (1) month.  
 
 

ELECTRICITY GENERATING AUTHORITY OF THAILAND  
September 15, 2023 

 
 

(Miss Chattiya Chandhanayingyong) 
Chief, International Procurement Department –  

Transmission Segment  

http://www4.egat.co.th/fprocurement/biddingeng/


 ประกาศการไฟฟ้าฝ่ายผลิตแห่งประเทศไทย   (ฉบับแก้ไขครั้งที่ 1) 
เรื่อง  ประกวดราคาจ้าง เลขท่ี TNRP-L18A-OP 

การไฟฟ้าฝ่ายผลิตแห่งประเทศไทย (กฟผ.) มีความประสงค์จะจัดซื้อและจ้างก่อสร้างเปลี่ยนสาย Overhead Ground 
Wire เป็น Composite Overhead Ground Wire with Optical Fiber (OPGW) สำหรับ โครงการปรับปรุงโครงข่ายโทรคมนาคมระยะที่ 18  
โดยทำสัญญาแบบปรับราคาได้ (ค่า k) โดยใช้งบประมาณ กฟผ. 

สถานที่ก่อสร้าง  :  

- จากสายส่งไฟฟ้าแรงสูง 500 kV จอมบึง ถึง ราชบุรี 3 (ระยะทางประมาณ 26.79 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 230 kV บ้านโป่ง 2 ถึง ไทรน้อย (ระยะทางประมาณ 53.77 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 230 kV ราชบุรี 2 ถึง ราชบุรี 3 (ระยะทางประมาณ 21.06 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 230 kV บางสะพาน ถึง ประจวบคีรีขันธ์ (ระยะทางประมาณ 59.12 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV เพชรบุรี ถึง ราชบุรี 2 (ระยะทางประมาณ 53.11 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV ชะอำ ถึง หัวหิน (ระยะทางประมาณ 28.50 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV หัวหิน ถึง ปราณบุรี (ระยะทางประมาณ 25.49 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV ประจวบคีรีขันธ์ ถึง ปราณบุรี (ระยะทางประมาณ 62.57 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 230 kV รัชชประภา ถึง สุราษฎร์ธานี (ระยะทางประมาณ 51.49 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV พังงา ถึง รัชชประภา (ระยะทางประมาณ 79.35 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV หาดใหญ่ 1 ถึง หาดใหญ่ 2 (ระยะทางประมาณ 9.70 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV หาดใหญ่ 1 ถึง พัทลุง (ระยะทางประมาณ 81.86 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV อ่างทอง 2 ถึง ลพบุรี 2 (ระยะทางประมาณ 42.86 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV ชัยบาดาล ถึง ลพบุรี 2 (ระยะทางประมาณ 81.64 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV ตาก 1 ถึง จุดแยกตาก 2 (ระยะทางประมาณ 13.50 กิโลเมตร) 
- จากสายส่งไฟฟ้าแรงสูง 115 kV แม่สอด ถึง จุดแยกตาก 2 (ระยะทางประมาณ 79.26 กิโลเมตร) 

ราคากลาง (รวมภาษีมูลค่าเพ่ิมและค่าใช้จ่ายอืน่ๆ)  :   

181,071,885.23 บาท (ไม่รวมราคาอุปกรณร์ื้อถอนท่ีกำหนดให้ผู้ยืน่ข้อเสนอรับซื้อจาก กฟผ.) 

คุณสมบัติของผู้เสนอราคา 

1. ต้องเป็นนิติบุคคลผู้มีอาชีพรับจ้างตามประกวดราคาจ้างดังกล่าว และต้องไม่เป็นผู้ทิ้งงานซึ่งปลัดกระทรวงการคลังได้แจ้งเวียนช่ือไว้ 
หรือต้องไม่เป็นผู้ที่ กฟผ. ห้ามติดต่อหรือห้ามเข้าเสนอราคา  หรือต้องไม่เป็นผู้ที่ได้รับผลของการสั่งให้นิติบุคคลหรือบุคคลอื่นเป็นผู้ทิ้ง
งานตามคำสั่ง กฟผ. 

2. ต้องไม่เป็นผู้มีผลประโยชน์ร่วมกันกับผู้เสนอราคารายอื่น ณ วันประกาศประกวดราคาครั้งนี้เป็นต้นไป หรือต้องไม่เป็นผู้กระทำการ 
อันเป็นการขัดขวางการแข่งขันราคาอย่างเป็นธรรมในการดำเนินการประกวดราคาครั้งนี้ 

3. ต้องไม่เป็นท่ีปรึกษาของ กฟผ. หรือมีส่วนร่วมในบริษัทที่ปรึกษาของ กฟผ. ในงานนี้ หรือต้องไม่มีผู้ปฏิบัติงาน กฟผ. เข้าไปมีส่วนร่วม
ในกิจการของผู้เสนอราคา ไม่ว่าจะในฐานะผู้ถือหุ้นที่มีสิทธิควบคุมการจัดการ กรรมการ ผู้อำนวยการ ผู้จัดการ พนักงาน ลูกจ้าง ตัวแทน 
หรือที่ปรึกษา ยกเว้น ในกรณีที่ผู้ปฏิบัติงานได้รับคำสั่งอย่างเป็นทางการจาก กฟผ. ให้ไปปฏิบัติงานหรือเข้าร่วมในกิจการของผู้เสนอราคา 

4. ต้องไม่เป็นผู้ได้รับเอกสิทธ์ิหรือความคุ้มกัน ซึ่งอาจปฏิเสธไม่ยอมขึ้นศาลไทย เว้นแต่รัฐบาลของผู้เสนอราคาได้มีคำสั่งให้สละสิทธ์ิและ
ความคุ้มกันเช่นว่านั้น 
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5. ผู้ประสงค์เข้าประกวดราคาในนามของกิจการร่วมค้าหรือกิจการค้าร่วม (Joint Venture or Consortium) จะต้องดำเนินการ 
ทุกขั้นตอนของการประกวดราคา ในนามของกิจการร่วมค้าหรือกิจการค้าร่วม ตั้งแต่การเสนอราคาจนสิ้นสุดข้อผูกพันกับ กฟผ. 

 

การขายเอกสารประกวดราคา 

  ผู้สนใจติดต่อซื้อเอกสารประกวดราคา ในราคาชุดละ  3,000.- ในวันทำการระหว่างเวลา 08:00 น. ถึง 15:00 น.  
ตั้งแต่วันที่ 21 กรกฎาคม 2566 ถึงวันที่ 21 สิงหาคม 2566 ทั้งนี้ สามารถดูรายละเอียดการซื้อเอกสารประกวดราคาได้ที่เว็บไซต์ 
http://www4.egat.co.th/fprocurement/biddingeng/  หรือสอบถามข้อมูลเพิ่มเติมได้ทางโทรศัพท์ หมายเลข 0  2436 0342 
หรืออีเมล procurement.tse@egat.co.th 

 

การยื่นซองประกวดราคา 

กำหนดยื่นซองประกวดราคา เลื่อนจากวันที่ 19 กันยายน 2566 ออกไปประมาณ  1  เดือน 
 

                   ประกาศ ณ วันท่ี 15 กนัยายน 2566 

 

 
(นางสาวฉัตติยา จันทนยิ่งยง) 

หัวหน้ากองจัดซื้อจดัจ้างตา่งประเทศสายงานระบบส่ง 



ตารางแสดงวงเงินงบประมาณที่ได้รับจัดสรรและราคากลาง (ราคาอ้างอิง) 

ในการจัดซื้อจัดจ้างที่มิใช่งานก่อสร้าง 

1. ชื่อโครงการ  ประกวดราคาเลขที่ TNRP-L18A-OP

งานจัดซ้ือและจ้างก่อสร้างเปลี่ยนสาย Overhead Ground Wire เป็น Composite 

Overhead Ground Wire with Optical Fiber (OPGW) 

โครงการปรับปรุงโครงข่ายโทรคมนาคมระยะที่ 18 

/หน่วยงานเจ้าของโครงการ ฝ่ายระบบสื่อสาร การไฟฟ้าฝ่ายผลิตแห่งประเทศไทย 

2. วงเงินงบประมาณที่ได้รับจัดสรร
แผนงานระยะยาว งานปรับปรุงระบบสื่อสาร กฟผ. พ.ศ. 2560 – 2564 (ICS2) ส่วนงาน 

OPGW งบประมาณรวมภาษีมูลค่าเพ่ิม 198 ล้านบาท 

3. วันที่กำหนดราคากลาง 24 พฤษภาคม 2566 (วันที่ อรส. อนุมัติ)

ราคารวมภาษีมูลค่าเพิ่มและค่าใช้จ่ายอ่ืนๆ เป็นเงิน 181,071,885.23 บาท ราคา/หน่วย ตามเอกสารแนบ

4. แหล่งที่มาของราคากลาง หลักเกณฑ์การคำนวณราคากลางเพ่ือจัดซื้อจัดจ้างอุปกรณ์สื่อสาร

5. รายช่ือเจ้าหน้าที่ผู้กำหนดราคากลาง
5.1. นางสาวเอกอุฬาร เทวารุทธ

5.2. นางสุวันดี รอดสำอางค์ 

5.3. นางสาวจุฑาวรรณ แซ่เล้า

กวส-ส., อรส. 

หวอส-ส., กวส-ส., อรส. 

วศ.7, หวอส-ส., กวส-ส., อรส. 

หมายเหตุ  ค่าใช้จ่ายอื่นๆ ได้แก่ ค่าใช้จ่ายที่ กฟผ. ต้องจ่ายตามวิธีการพิจารณาเปรียบเทียบราคาท่ีกำหนด

ไว้ในเอกสารประกวดราคา เช่น อากรขาเข้า เป็นต้น

นางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



Detail of the medium price for Bid no. TNRP-L18A-OP 
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Schedule 1 Description Total (Baht)
1I DISMANTLING WORK 925,512.00

1O SUPPLY OF SERVICE OF VEHICLES 1,308,976.00

1P SUPPLY OF SPARE EQUIPMENT 2,651,051.74

1Q 500 KV CHOM BUNG - RATCHABURI 3 TRANSMISSION LINE 6,670,658.30

1R 230 KV BAN PONG 2 - SAI NOI TRANSMISSION LINE 10,745,775.05

1S 230 KV RATCHABURI 2 - RATCHABURI 3 TRANSMISSION LINE 4,539,419.10

1T 230 KV BANG SAPHAN - PRACHUAP KHIRI KHAN TRANSMISSION LINE 11,847,088.19

1U 115 KV PHETCHABURI - RATCHABURI 2 TRANSMISSION LINE 10,544,430.56

1W 115 KV CHA-AM - HUA HIN TRANSMISSION LINE 5,922,685.91

1X 115 KV HUA HIN - PRAN BURI TRANSMISSION LINE 5,236,939.45

1Y 115 KV PRACHUAP KHIRI KHAN - PRAN BURI TRANSMISSION LINE 12,112,587.86

72,505,124.16
1Z DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR -470,688.96

Schedule 2 Description Total (Baht)
2I DISMANTLING WORK 1,308,976.00

2O SUPPLY OF SERVICE OF VEHICLES 1,745,386.75

2P SUPPLY OF SPARE EQUIPMENT 10,592,385.54

2Q 230 KV RAJJAPRABHA - SURAT THANI TRANSMISSION LINE 15,814,813.37

2R 115 KV PHANGNGA - RAJJAPRABHA TRANSMISSION LINE 2,013,986.25

2S 115 KV HAT YAI 1 - HAT YAI 2 TRANSMISSION LINE 15,999,356.68

2T 115 KV HAT YAI 1 - PHATTHALUNG TRANSMISSION LINE 618,464.00

48,093,368.58
2Z DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR -314,533.12

Detail of the medium price for Bid No. TNRP-L18A-OP

Total Price For Schedule 1

Total Price For Schedule 2

wor
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Schedule 3 Description Total (Baht)
3I DISMANTLING WORK 1,308,976.00

3O SUPPLY OF SERVICE OF VEHICLES 1,069,261.37

3P SUPPLY OF SPARE EQUIPMENT 8,548,224.43

3Q 115 KV ANG THONG 2 - LOP BURI 2 TRANSMISSION LINE 15,911,836.57

3R 115 KV CHAI BADAN - LOP BURI 2 TRANSMISSION LINE 336,081.00

27,174,379.37
3Z DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR -177,458.88

Schedule 4 Description Total (Baht)
4I DISMANTLING WORK 1,308,976.00

4O SUPPLY OF SERVICE OF VEHICLES 1,452,450.55

4P SUPPLY OF SPARE EQUIPMENT 2,781,229.67

4R 115 KV TAK 1 - TAK 2 (JUNCTION) TRANSMISSION LINE 15,647,976.62

4S 115 KV MAE SOT - TAK 2 (JUNCTION) TRANSMISSION LINE 262,556.00

21,453,188.84
4Z DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR -133,528.48

169,226,060.96
11,845,824.27

181,071,885.23
-1,096,209.44

VAT

Total Price (Schedule 1,2,3 and 4)
Total DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR

Total Price For Schedule 3

Total Price For Schedule 4

Summary Price (Schedule 1,2,3 and 4)

wir
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Medium Price Schedule no. 1 

wor
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SCHEDULE 1 : 500 KV CHOM BUNG - RATCHABURI 3

230 KV BAN PONG 2 - SAI NOI

230 KV RATCHABURI 2 - RATCHABURI 3

230 KV BANG SAPHAN - PRACHUAP KHIRI KHAN

115 KV PHETCHABURI - RATCHABURI 2

115 KV CHA-AM - HUA HIN

115 KV HUA HIN - PRAN BURI

115 KV PRACHUAP KHIRI KHAN - PRAN BURI

SCHEDULE 2 : 230 KV RAJJAPRABHA - SURAT THANI

115 KV PHANGNGA - RAJJAPRABHA

115 KV HAT YAI 1 - HAT YAI 2

115 KV HAT YAI 1 - PHATTHALUNG

SCHEDULE 3 : 115 KV ANG THONG 2 - LOP BURI 2

115 KV CHAI BADAN - LOP BURI 2

SCHEDULE 4 : 115 KV TAK 1 - TAK 2 (JUNCTION)

115 KV MAE SOT - TAK 2 (JUNCTION)

TELECOMMUNICATION NETWORK RENOVATION PROJECT (TNRP) PHASE 18

PRICE SCHEDULE FOR

SUPPLY AND CONSTRUCTION FOR REPLACEMENT OF OVERHEAD GROUND WIRE WITH 

COMPOSITE OVERHEAD GROUND WIRE WITH OPTICAL FIBER (OPGW)

FOR

UNDER

wir
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Supply of Equipment Supply of Equipment

Foreign Supply Local Supply Foreign Currency Foreign Currency

CIF Thai Port
Ex-works Price
(excluding VAT)

Baht
(excluding VAT)

Baht

(excluding VAT)

Baht

Amount Amount Amount Amount Amount Amount Amount

1I : DISMANTLING WORK 925,512.00

1O : SUPPLY OF SERVICE OF VEHICLES 1,308,976.00

1P : SUPPLY OF SPARE EQUIPMENT 1,532,756.74 1,092,414.00 25,881.00

1Q : 500 KV CHOM BUNG - RATCHABURI 3 TRANSMISSION LINE 2,561,204.03 1,773,211.47 2,336,242.80

1R : 230 KV BAN PONG 2 - SAI NOI TRANSMISSION LINE 5,115,236.41 1,979,975.94 3,650,562.70

1S : 230 KV RATCHABURI 2 - RATCHABURI 3 TRANSMISSION LINE 1,999,756.43  915,480.72          1,624,181.96       

1T : 230 KV BANG SAPHAN - PRACHUAP KHIRI KHAN TRANSMISSION LINE 5,613,751.19 2,184,735.44        4,048,601.56       

1U : 115 KV PHETCHABURI - RATCHABURI 2 TRANSMISSION LINE 5,043,070.46  1,925,532.82        3,575,827.28       

1W : 115 KV CHA-AM - HUA HIN TRANSMISSION LINE 2,706,223.09  1,136,077.00        2,080,385.83       

1X : 115 KV HUA HIN - PRAN BURI TRANSMISSION LINE 2,409,013.32  942,722.25          1,885,203.88       

1Y : 115 KV PRACHUAP KHIRI KHAN - PRAN BURI TRANSMISSION LINE 5,951,791.69  2,007,798.53        4,152,997.65       

TOTAL PRICES 32,932,803.35 13,957,948.17 25,881.00 25,588,491.65

1Z : DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR 470,688.96-       

Local Transportation, 
Construction and 

Installation

(excluding VAT)
Baht

Purchase Price Offered 
for Dismantled 

Equipment

(excluding VAT)
Baht

TOTAL PRICE FOR SCHEDULE NO. 1

500 KV CBG - RB3, 230 KV BP2 - SNO, 230 KV RB2 - RB3, 230 KV BSP - PKK, 115 KV PB - RB2, 115 KV CA - HH, 115 KV HH - PRB, 115 KV PKK - PRB

TELECOMMUNICATION NETWORK RENOVATION PROJECT (TNRP) PHASE 18

Description

Local Transportation

wor
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IMPORTANT :

Unit Price Amount

1I1 Dismantling work of the existing overhead ground wire of 500 KV CHOM BUNG - RATCHABURI 3 

TRANSMISSION LINE (approx. 26.83 km in transmission line distance) lump sum lump sum 2,800.00 75,124.00

1I2 Dismantling work of the existing overhead ground wire of 230 KV BAN PONG 2 - SAI NOI TRANSMISSION 

LINE (approx. 53.87 km in transmission line distance) lump sum lump sum 2,800.00 150,836.00

1I3 Dismantling work of the existing overhead ground wire of 230 KV RATCHABURI 2 - RATCHABURI 3 

TRANSMISSION LINE (approx. 21.06 km in transmission line distance) lump sum lump sum 2,800.00 58,968.00

1I4 Dismantling work of the existing overhead ground wire of 230 KV BANG SAPHAN - PRACHUAP KHIRI 

KHAN TRANSMISSION LINE (approx. 59.12 km in transmission line distance) lump sum lump sum 2,800.00 165,536.00

1I5 Dismantling work of the existing overhead ground wire of 115 KV PHETCHABURI - RATCHABURI 2 

TRANSMISSION LINE (approx. 53.11 km in transmission line distance) lump sum lump sum 2,800.00 148,708.00

1I6 Dismantling work of the existing overhead ground wire of 115 KV CHA-AM - HUA HIN TRANSMISSION 

LINE (approx. 28.50 km in transmission line distance) lump sum lump sum 2,800.00 79,800.00

1I7 Dismantling work of the existing overhead ground wire of 115 KV HUA HIN - PRAN BURI TRANSMISSION 

LINE (approx. 25.37 km in transmission line distance) lump sum lump sum 2,800.00 71,036.00

1I8 Dismantling work of the existing overhead ground wire of 115 KV PRACHUAP KHIRI KHAN - PRAN BURI 

TRANSMISSION LINE (approx. 62.68 km in transmission line distance)
lump sum lump sum 2,800.00 175,504.00

Baht 925,512.00TOTAL PRICE FOR SCHEDULE 1I

1. Dismantling of the existing transmission line shall generally conform to Specification No. TL-07 (Rev.3) : Dismantling Work.

2. Dismantled Equipment as shown in Attachment No.2 shall be purphased by the Contractor at the prices offered in 1Z.

1I : DISMANTLING WORK

Item No. Description
Estimated

 Qty.
Unit 

Local Transportation,

Construction

and Installation

(excluding VAT)

Baht

wor
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IMPORTANT :

Unit Price Amount

1O1 Facilities and service of four-wheel-driven, four doors vehicles, at least one ton capacity, 2000 cc. 

nominal, gasoline engine or 2500 cc. Nominal diesel engine, equipped with air-condition. The 

vehicles shall be in good condition, which shall be approved by EGAT. In case used Vehicles are 

proposed, the used period shall not exceed two years. (refer to Article G-6. Housing and Other 

Facilities.) 

for 500 KV CHOM BUNG - RATCHABURI 3, 230 KV BAN PONG 2 - SAI NOI, 230 KV RATCHABURI 2 - 

RATCHABURI 3, 230 KV BANG SAPHAN - PRACHUAP KHIRI KHAN, 115 KV PHETCHABURI - RATCHABURI 

2, 115 KV CHA-AM - HUA HIN, 115 KV HUA HIN - PRAN BURI and 115 KV PRACHUAP KHIRI KHAN - PRAN 

BURI Transmission Line
16 car-month 81,811.00 1,308,976.00

Baht 1,308,976.00
TOTAL PRICE FOR SCHEDULE 1O

1O : SUPPLY OF SERVICE OF VEHICLES

Local Transportation,

Construction and Installation

(excluding VAT)

Baht
Item No. Description

Estimated

 Qty.
Unit 

wor
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

1P1 Composite overhead ground wire with 36 core optical fibers (11.4 mm. OPGW) 

4,000 meter/reel 4 reel 383,189.18 1,532,756.74 Included in item 1P12 Included in item 1P12

1P2 2-way joint box with accessories for two OPGW cables 36 set 14,616.00 526,176.00 Included in item 1P12 Included in item 1P12

1P3 Tension assembly (grounded) with accessories 36 set 1,820.00 65,520.00 Included in item 1P12 Included in item 1P12

1P4 Suspension assembly (grounded) with accessories 18 set 2,654.00 47,772.00 Included in item 1P12 Included in item 1P12

1P5 Fiber frame termination cabinet with cable tray 4 set 12,745.00 50,980.00 Included in item 1P12 Included in item 1P12

1P6 36 pigtails (1.5 meter) 4 set 4,576.00 18,304.00 Included in item 1P12 Included in item 1P12

1P7 1-wire cleat (grounded) 50 set 794.00 39,700.00 Included in item 1P12 Included in item 1P12

1P8 2-wire cleat (grounded) 270 set 825.00 222,750.00 Included in item 1P12 Included in item 1P12

1P9 6-wire cleat (grounded) 72 set 1,464.00 105,408.00 Included in item 1P12 Included in item 1P12

1P10 Parallel groove clamp 36 set 254.00 9,144.00 Included in item 1P12 Included in item 1P12

1P11 Grounding clamp 36 set 185.00 6,660.00 Included in item 1P12 Included in item 1P12

1P12 Local transportation for item 1P1 to 1P11 lump sum each XXXXX XXXXX XXXXX XXXXX 25,881.00 25,881.00

Baht 1,532,756.74 Baht 1,092,414.00 Baht 25,881.00

1P : SUPPLY OF SPARE EQUIPMENT

TOTAL PRICE FOR SCHEDULE 1P

Item No. Description
Estimated

 Qty.
Unit Currency

Local Transportation

(excluding VAT)

Baht
CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1. Spare Equipment shall be delivered and stored at Chom Bung Substation in Ratchaburi Province by the Contractor.

2. The Contractor shall perform the test on the Equipment for Item No. 1P1 at EGAT's Store to guarantee that there are no damages during the transportation.

Supply of Equipment Supply of Equipment

Foreign Supply Local Supply

wir
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

1Q1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

1Q1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 2,561,204.03 2,561,204.03 Included in Item 1Q1.2 Included in Item 1Q1.2

1Q1.2 Stringing by controlled tension method, one OPGW measured based on horizontal 

distance of line route from Chom Bung substation to Ratchaburi 3 substation
26.83 km XXXXX XXXXX XXXXX XXXXX 1,790,129.80 1,790,129.80

1Q2 Non-metallic optical fiber cable (OFC) at Chom Bung substation

1Q2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame temination cabinet at Chom Bung control building 550.00 meter 140.00 77,000.00 Included in Item 1Q2.4 Included in Item 1Q2.4

1Q2.2 Rigid steel conduit from take-off structure to cable trench for item 1Q2.1 lump sum lump sum 582.00 6,984.00 Included in Item 1Q2.4 Included in Item 1Q2.4

1Q2.3 EFLEX and/or HDPE conduit for item 1Q2.1 in cable trench lump sum lump sum 102.00 56,100.00 Included in Item 1Q2.4 Included in Item 1Q2.4

1Q2.4 Laying of optical fiber cable with accessories for item 1Q2.1, 1Q2.2, 1Q2.3 550.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 215,600.00

1Q2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1Q2.6 Fiber frame termination cabinet with cable tray (Chom Bung control building - 1) 1 set 12,745.00 12,745.00 31,130.00 31,130.00

1Q2.7 36 pigtails (1.5 meter) (Chom Bung control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

Item. Description
Estimated

 Qty.
Unit 

Schedule 1Q : 500 KV CHOM BUNG - RATCHABURI 3 TRANSMISSION LINE

Supply of Equipment Supply of Equipment

Foreign Supply Local Supply

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

Local Transportation,

Construction and Installation

(excluding VAT)

Baht
CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

3. Contractor shall be responsible for providing sufficient amount of 36 core non-metallic optical fiber cable, with reference to EGAT's specification, in order to connect joint boxes on the tower. In addition, the outer jacket of the cable shall be

made of black HDPE/PE with colour strip(s).

wor
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Item. Description
Estimated

 Qty.
Unit 

Schedule 1Q : 500 KV CHOM BUNG - RATCHABURI 3 TRANSMISSION LINE

Supply of Equipment Supply of Equipment

Foreign Supply Local Supply

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

Local Transportation,

Construction and Installation

(excluding VAT)

Baht
CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

3. Contractor shall be responsible for providing sufficient amount of 36 core non-metallic optical fiber cable, with reference to EGAT's specification, in order to connect joint boxes on the tower. In addition, the outer jacket of the cable shall be

made of black HDPE/PE with colour strip(s).

1Q3 Non-metallic optical fiber cable (OFC) at Ratchaburi 3 substation

1Q3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet Ratchaburi 3 control building 650.00 meter 140.00 91,000.00 Included in Item 1Q3.4 Included in Item 1Q3.4

1Q3.2 Rigid steel conduit from take-off structure to cable trench for item 1Q3.1 lump sum lump sum 582.00 6,984.00 Included in Item 1Q3.4 Included in Item 1Q3.4

1Q3.3 EFLEX and/or HDPE conduit for item 1Q3.1 in cable trench lump sum lump sum 102.00 66,300.00 Included in Item 1Q3.4 Included in Item 1Q3.4

1Q3.4 Laying of optical fiber cable with accessories for item 1Q3.1, 1Q3.2, 1Q3.3 650.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 254,800.00

1Q3.5 19" closed rack cabinet (Ratchaburi 3 control building - 1) 1 set 25,385.00 25,385.00 7,743.00 7,743.00

1Q3.6 Fiber frame termination cabinet with cable tray (Ratchaburi 3 control building - 1) 1 set 12,745.00 12,745.00 31,130.00 31,130.00

1Q3.7 36 pigtails (1.5 meter) (Ratchaburi 3 control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

1Q4 Warning sign required as shown on Drawing No.TP150.1 lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q5 Joint boxes for optical fiber cable 

1Q5.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q5.2 2-way joint box with insulator and accessories for two OPGW cables lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q5.3 2-way joint box with insulator and accessories for OPGW cable and 36 core non-

metallic optical fiber cable on the tower located between Chom Bung and Ratchaburi 

3 substation (36 core non-metallic optical fiber cable included)
lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q5.4 2-way joint box with accessories for OPGW cable and 36 core non-metallic optical 

fiber cable on the tower located about 2 km apart from each substation (36 core non-

metallic optical fiber cable included) 2 set Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q5.5 2-way joint box with insulator and accessories for OPGW cable and 36 core non-

metallic optical fiber cable at take-off structure 2 set Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

wir
นางสาวอาสยา ช่างวิทยาการ 
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Item. Description
Estimated

 Qty.
Unit 

Schedule 1Q : 500 KV CHOM BUNG - RATCHABURI 3 TRANSMISSION LINE

Supply of Equipment Supply of Equipment

Foreign Supply Local Supply

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

Local Transportation,

Construction and Installation

(excluding VAT)

Baht
CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

3. Contractor shall be responsible for providing sufficient amount of 36 core non-metallic optical fiber cable, with reference to EGAT's specification, in order to connect joint boxes on the tower. In addition, the outer jacket of the cable shall be

made of black HDPE/PE with colour strip(s).

1Q6 Splicing work 

1Q6.1 Connecting two OPGW cables for item 1Q5.1 and 1Q5.2 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1Q1.2 Included in 1Q1.2

1Q6.2 Connecting OPGW cable and non-metallic optical fiber cable for item 1Q5.3 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1Q1.2 Included in 1Q1.2

1Q6.3 Connecting OPGW cable and non-metallic optical fiber cable for item 1Q5.4 on the 

tower located about 2 km apart from each substation 2 job XXXXX XXXXX XXXXX XXXXX Included in 1Q1.2 Included in 1Q1.2

1Q6.4 Connecting OPGW cable and non-metallic optical fiber cable for item 1Q5.5 at take-

off structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 1Q1.2 Included in 1Q1.2

1Q6.5 Connecting OFC and pigtails for item 1Q2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1Q1.2 Included in 1Q1.2

1Q6.6 Connecting OFC and pigtails for item 1Q3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1Q1.2 Included in 1Q1.2

1Q7 Hardware assembly for OPGW

1Q7.1 OPGW suspension (Insulated) assembly 21 with armor rods (excluding insulator and 

vibration damper) lump sum lump sum 1,408,816.47 1,408,816.47 Included in 1Q1.2 Included in 1Q1.2

1Q7.2 OPGW suspension (Grounded) assembly 22 with armor rods (excluding vibration 

damper) lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q7.3 OPGW tension (Insulated) assembly 23 with armor rods and arcing horns (excluding 

insulator and vibration damper) lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q7.4 OPGW tension (Grounded) assembly 24 with armor rods (excluding vibration damper)

lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q7.5 OPGW tension assembly with accessories and insulator to be installed at take-off 

structure 2 set Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

worนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Item. Description
Estimated

 Qty.
Unit 

Schedule 1Q : 500 KV CHOM BUNG - RATCHABURI 3 TRANSMISSION LINE

Supply of Equipment Supply of Equipment

Foreign Supply Local Supply

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

Local Transportation,

Construction and Installation

(excluding VAT)

Baht
CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

3. Contractor shall be responsible for providing sufficient amount of 36 core non-metallic optical fiber cable, with reference to EGAT's specification, in order to connect joint boxes on the tower. In addition, the outer jacket of the cable shall be

made of black HDPE/PE with colour strip(s).

1Q8 Line accessories

1Q8.1 Vibration damper assembly with accessories lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.2 Parallel groove clamps lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.3 Grounding clamps lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.7 1-wire cleat with insulator for OPGW down-lead to joint box lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.8 2-wire cleat with insulator for OPGW down-lead to joint box lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.9 6-wire cleat with insulator for OPGW down-lead to joint box lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.10 Jumper cleat for OPGW on tension-type tower lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.11 Jumper cleat with insulator for OPGW on tension-type tower lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.12 Porcelain or glass insulator ANSI CLASS 52-8 (36,000 lbs) with corrosion proof type pin

lump sum lump sum Supply by EGAT Supply by EGAT Included in 1Q1.2 Included in 1Q1.2

1Q8.13 Insulator strain type ANSI CLASS 54-2 lump sum lump sum Included in 1Q1.1 Included in 1Q1.1 Included in 1Q1.2 Included in 1Q1.2

1Q8.14 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 1Q7.1 Included in 1Q7.1 Included in 1Q1.2 Included in 1Q1.2

1Q9 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1Q1.2 Included in 1Q1.2

Baht 2,561,204.03 Baht 1,773,211.47 Baht 2,336,242.80TOTAL PRICE FOR SCHEDULE 1Q

wor
นางสาวอาสยา ช่างวิทยาการ 
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

1R1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred section F-

4.3)

1R1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 5,115,236.41 5,115,236.41 Included in in Item 1R1.2 Included in in Item 1R1.2

1R1.2 Stringing by controlled tension method, one OPGW measured based on horizontal distance of 

line route from Ban Pong 2 substation to Sai Noi substation 53.87 km XXXXX XXXXX XXXXX XXXXX 3,359,249.70 3,359,249.70

1R2 Non-metallic optical fiber cable (OFC) at Ban Pong 2 Substation

1R2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Ban Pong 2 control building 350.00 meter 140.00 49,000.00 Included in Item 1R2.4 Included in Item 1R2.4

1R2.2 Rigid steel conduit from take-off structure to cable trench for item 1R2.1 lump sum lump sum 582.00 6,984.00 Included in Item 1R2.4 Included in Item 1R2.4

1R2.3 EFLEX and/or HDPE conduit for item 1R2.1 in cable trench lump sum lump sum 102.00 35,700.00 Included in Item 1R2.4 Included in Item 1R2.4

1R2.4 Laying of optical fiber cable with accessories for item 1R2.1, 1R2.2, 1R2.3 350.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 137,200.00

1R2.5 19" closed rack cabinet (Ban Pong 2 control building - 1) 1 set 25,385.00 25,385.00 7,743.00 7,743.00

1R2.6 Fiber frame termination cabinet with cable tray (Ban Pong 2 control building - 1) 1 set 12,745.00 12,745.00 31,130.00 31,130.00

1R2.7 36 pigtails (1.5 meter) (Ban Pong 2 control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

1R3 Non-metallic optical fiber cable (OFC) at Sai Noi Substation

1R3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Sai Noi control building 200.00 meter 140.00 28,000.00 Included in Item 1R3.4 Included in Item 1R3.4

1R3.2 Rigid steel conduit from take-off structure to cable trench for item 1R3.1 lump sum lump sum 582.00 6,984.00 Included in Item 1R3.4 Included in Item 1R3.4

1R3.3 EFLEX and/or HDPE conduit for item 1R3.1 in cable trench lump sum lump sum 102.00 20,400.00 Included in Item 1R3.4 Included in Item 1R3.4

1R3.4 Laying of optical fiber cable with accessories for item 1R3.1, 1R3.2, 1R3.3 200.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 78,400.00

1R3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1R3.6 Fiber frame termination cabinet with cable tray (Sai Noi control building - 1) 1 set 12,745.00 4,576.00 31,130.00 31,130.00

1R3.7 36 pigtails (1.5 meter) (Sai Noi control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

Schedule 1R : 230 KV BAN PONG 2 - SAI NOI TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

wir
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

Schedule 1R : 230 KV BAN PONG 2 - SAI NOI TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

1R4 Joint boxes for optical fiber cable 

1R4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-metallic optical 

fiber cable at take-off structure 2 set Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R5 Splicing work 

1R5.1 Connecting two OPGW cables for item 1R4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1R1.2 Included in 1R1.2

1R5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 1R4.2 at take-off structure

2 job XXXXX XXXXX XXXXX XXXXX Included in 1R1.2 Included in 1R1.2

1R5.3 Connecting OFC and pigtails for item 1R2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1R1.2 Included in 1R1.2

1R5.4 Connecting OFC and pigtails for item 1R3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1R1.2 Included in 1R1.2

1R6 Hardware assembly for OPGW

1R6.1 OPGW suspension assembly (Grounded) lump sum lump sum 1,781,049.94 1,781,049.94 Included in 1R1.2 Included in 1R1.2

1R6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R6.3 OPGW tension assembly with accessories and insulator to be installed at take-off structure

2 set Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

worนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

Schedule 1R : 230 KV BAN PONG 2 - SAI NOI TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

1R7 Line accessories

1R7.1 Vibration damper assembly with accessories lump sum lump sum Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R7.2 Parallel groove clamps lump sum lump sum Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R7.3 Grounding clamps lump sum lump sum Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off structure

30 set Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off structure

8 set Included in 1R6.1 Included in 1R6.1 Included in 1R1.2 Included in 1R1.2

1R7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin to be 

used with item 1R6.3 lump sum lump sum Included in 1R1.1 Included in 1R1.1 Included in 1R1.2 Included in 1R1.2

1R7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1R7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 1R6.1 Included in 1R6.1 included in 1R1.2 included in 1R1.2

1R8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX included in 1R1.2 included in 1R1.2

Baht 5,115,236.41 Baht 1,979,975.94 Baht 3,650,562.70TOTAL PRICE FOR SCHEDULE 1R

wir
นางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

1S1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

1S1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 1,999,756.43    1,999,756.43   Included in Item 1S1.2 Included in Item 1S1.2

1S1.2 Stringing by controlled tension method, one OPGW measured based on horizontal distance 

of line route from Ratchaburi 2 substation to Ratchaburi 3 substation

21.06 km XXXXX XXXXX XXXXX XXXXX 1,313,268.96   1,313,268.96   

1S2 Non-metallic optical fiber cable (OFC) at Ratchaburi 2 Substation

1S2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Ratchaburi 2 control building 200.00 meter 140.00    28,000.00    Included in Item 1S2.4 Included in Item 1S2.4

1S2.2 Rigid steel conduit from take-off structure to cable trench for item 1S2.1 lump sum lump sum 582.00    6,984.00     Included in Item 1S2.4 Included in Item 1S2.4

1S2.3 EFLEX and/or HDPE conduit for item 1S2.1 in cable trench lump sum lump sum 102.00    20,400.00    Included in Item 1S2.4 Included in Item 1S2.4

1S2.4 Laying of optical fiber cable with accessories for item 1S2.1, 1S2.2, 1S2.3 200.00 meter XXXXX XXXXX XXXXX XXXXX 392.00   78,400.00   

1S2.5 19" closed rack cabinet (Ratchaburi 2 control building - 1) 1 set 25,385.00    25,385.00    7,743.00    7,743.00    

1S2.6 Fiber frame termination cabinet with cable tray (Ratchaburi 2 control building - 1) 1 set 12,745.00    12,745.00    31,130.00    31,130.00   

1S2.7 36 pigtails (1.5 meter) (Ratchaburi 2 control building - 1) 1 set 4,576.00     4,576.00     2,855.00    2,855.00    

1S3 Non-metallic optical fiber cable (OFC) at Ratchaburi 3 Substation

1S3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Ratchaburi 3 control building 400.00 meter 140.00   56,000.00    Included in Item 1S3.4 Included in Item 1S3.4

1S3.2 Rigid steel conduit from take-off structure to cable trench for item 1S3.1 lump sum lump sum 582.00   6,984.00     Included in Item 1S3.4 Included in Item 1S3.4

1S3.3 EFLEX and/or HDPE conduit for item 1S3.1 in cable trench lump sum lump sum 102.00   40,800.00    Included in Item 1S3.4 Included in Item 1S3.4

1S3.4 Laying of optical fiber cable with accessories for item 1S3.1, 1S3.2, 1S3.3 400.00 meter XXXXX XXXXX XXXXX XXXXX 392.00   156,800.00   

1S3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1S3.6 Fiber frame termination cabinet with cable tray (Ratchaburi 3 control building - 1) 1 set 12,745.00    12,745.00    31,130.00    31,130.00   

1S3.7 36 pigtails (1.5 meter) (Ratchaburi 3 control building - 1) 1 set 4,576.00     4,576.00     2,855.00    2,855.00    

Schedule 1S : 230 KV RATCHABURI 2 - RATCHABURI 3 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

worนางสาวอาสยา ช่างวิทยาการ 
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1S : 230 KV RATCHABURI 2 - RATCHABURI 3 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1S4 Joint boxes for optical fiber cable 

1S4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-metallic 

optical fiber cable at take-off structure 2 set Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S5 Splicing work 

1S5.1 Connecting two OPGW cables for item 1S4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1S1.2 Included in 1S1.2

1S5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 1S4.2 at take-off 

structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 1S1.2 Included in 1S1.2

1S5.3 Connecting OFC and pigtails for item 1S2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1S1.2 Included in 1S1.2

1S5.4 Connecting OFC and pigtails for item 1S3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1S1.2 Included in 1S1.2

1S6 Hardware assembly for OPGW

1S6.1 OPGW suspension assembly (Grounded) lump sum lump sum 696,285.72   696,285.72          Included in 1S1.2 Included in 1S1.2

1S6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S6.3 OPGW tension assembly with accessories and insulator to be installed at take-off structure

2 set Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

wir
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1S : 230 KV RATCHABURI 2 - RATCHABURI 3 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1S7 Line accessories

1S7.1 Vibration damper assembly with accessories lump sum lump sum Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S7.2 Parallel groove clamps lump sum lump sum Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S7.3 Grounding clamps lump sum lump sum Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off structure

30 set Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off structure

8 set Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin to be 

used with item 1S6.3 lump sum lump sum Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1S7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 1S6.1 Included in 1S6.1 Included in 1S1.2 Included in 1S1.2

1S8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1S1.2 Included in 1S1.2

Baht 1,999,756.43  Baht 915,480.72   Baht 1,624,181.96  TOTAL PRICE FOR SCHEDULE 1S

worนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

1T1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred section F-4.3)

1T1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 5,613,751.19 5,613,751.19 Included in Item 1T1.2 Included in Item 1T1.2

1T1.2 Stringing by controlled tension method, one OPGW measured based on horizontal distance of line 

route from Bang Saphan substation to Prachuap Khiri Khan substation 59.12 km XXXXX XXXXX XXXXX XXXXX 3,686,631.56            3,686,631.56            

1T2 Non-metallic optical fiber cable (OFC) at Bang Saphan Substation

1T2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Bang Saphan control building 300.00 meter 140.00     42,000.00     Included in Item 1T2.4 Included in Item 1T2.4

1T2.2 Rigid steel conduit from take-off structure to cable trench for item 1T2.1 lump sum lump sum 582.00     6,984.00      Included in Item 1T2.4 Included in Item 1T2.4

1T2.3 EFLEX and/or HDPE conduit for item 1T2.1 in cable trench lump sum lump sum 102.00     30,600.00     Included in Item 1T2.4 Included in Item 1T2.4

1T2.4 Laying of optical fiber cable with accessories for item 1T2.1, 1T2.2, 1T2.3 300.00 meter XXXXX XXXXX XXXXX XXXXX 392.00    117,600.00      

1T2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1T2.6 Fiber frame termination cabinet with cable tray (Bang Saphan control building - 1) 1 set 12,745.00     12,745.00     31,130.00   31,130.00   

1T2.7 36 pigtails (1.5 meter) (Bang Saphan control building - 1) 1 set 4,576.00      4,576.00      2,855.00     2,855.00     

1T3 Non-metallic optical fiber cable (OFC) at Prachuap Khiri Khan substation

1T3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Prachuap Khiri Khan control building 450.00 meter 140.00     63,000.00     Included in Item 1T3.4 Included in Item 1T3.4

1T3.2 Rigid steel conduit from take-off structure to cable trench for item 1T3.1 lump sum lump sum 582.00     6,984.00      Included in Item 1T3.4 Included in Item 1T3.4

1T3.3 EFLEX and/or HDPE conduit for item 1T3.1 in cable trench lump sum lump sum 102.00     45,900.00     Included in Item 1T3.4 Included in Item 1T3.4

1T3.4 Laying of optical fiber cable with accessories for item 1T3.1, 1T3.2, 1T3.3 450.00 meter XXXXX XXXXX XXXXX XXXXX 392.00    176,400.00      

1T3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1T3.6 Fiber frame termination cabinet with cable tray (Prachuap Khiri Khan control building - 1) 1 set 12,745.00     12,745.00     31,130.00   31,130.00   

1T3.7 36 pigtails (1.5 meter) (Prachuap Khiri Khan control building - 1) 1 set 4,576.00      4,576.00      2,855.00     2,855.00     

Schedule 1T : 230 KV BANG SAPHAN - PRACHUAP KHIRI KHAN TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

wirนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1T : 230 KV BANG SAPHAN - PRACHUAP KHIRI KHAN TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1T4 Joint boxes for optical fiber cable 

1T4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-metallic optical 

fiber cable at take-off structure 2 set Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T5 Splicing work 

1T5.1 Connecting two OPGW cables for item 1T4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX included in 1T1.2 included in 1T1.2

1T5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 1T4.2 at take-off structure

2 job XXXXX XXXXX XXXXX XXXXX included in 1T1.2 included in 1T1.2

1T5.3 Connecting OFC and pigtails for item 1T2.6 1 job XXXXX XXXXX XXXXX XXXXX included in 1T1.2 included in 1T1.2

1T5.4 Connecting OFC and pigtails for item 1T3.6 1 job XXXXX XXXXX XXXXX XXXXX included in 1T1.2 included in 1T1.2

1T6 Hardware assembly for OPGW

1T6.1 OPGW suspension assembly (Grounded) lump sum lump sum 1,954,625.44  1,954,625.44         included in 1T1.2 included in 1T1.2

1T6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T6.3 OPGW tension assembly with accessories and insulator to be installed at take-off structure

2 set Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

worนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1T : 230 KV BANG SAPHAN - PRACHUAP KHIRI KHAN TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1T7 Line accessories

1T7.1 Vibration damper assembly with accessories lump sum lump sum Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T7.2 Parallel groove clamps lump sum lump sum Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T7.3 Grounding clamps lump sum lump sum Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off structure

30 set Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off structure

8 set Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin to be used 

with item 1T6.3 lump sum lump sum Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1T7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 1T6.1 Included in 1T6.1 included in 1T1.2 included in 1T1.2

1T8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX included in 1T1.2 included in 1T1.2

Baht 5,613,751.19 Baht 2,184,735.44    Baht 4,048,601.56   TOTAL PRICE FOR SCHEDULE 1T

wirนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

1U1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

1U1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 5,043,070.46  5,043,070.46   Included in Item 1U1.2 Included in Item 1U1.2

1U1.2 Stringing by controlled tension method, one OPGW measured based on horizontal 

distance of line route from Phetchaburi substation to Ratchaburi 2 substation

53.11 km XXXXX XXXXX XXXXX XXXXX 3,311,857.28   3,311,857.28    

1U2 Non-metallic optical fiber cable (OFC) at Phetchaburi Substation

1U2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Phetchaburi control building 150.00 meter 140.00  21,000.00  Included in Item 1U2.4 Included in Item 1U2.4

1U2.2 Rigid steel conduit from take-off structure to cable trench for item 1U2.1 lump sum lump sum 582.00  6,984.00    Included in Item 1U2.4 Included in Item 1U2.4

1U2.3 EFLEX and/or HDPE conduit for item 1U2.1 in cable trench lump sum lump sum 102.00  15,300.00  Included in Item 1U2.4 Included in Item 1U2.4

1U2.4 Laying of optical fiber cable with accessories for item 1U2.1, 1U2.2, 1U2.3 150.00 meter XXXXX XXXXX XXXXX XXXXX 392.00    58,800.00   

1U2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1U2.6 Fiber frame termination cabinet with cable tray (Phetchaburi control building - 1) 1 set 12,745.00   12,745.00  31,130.00   31,130.00   

1U2.7 36 pigtails (1.5 meter) (Phetchaburi control building - 1) 1 set 4,576.00   4,576.00   2,855.00  2,855.00  

Schedule 1U : 115 KV PHETCHABURI - RATCHABURI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

worนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1U : 115 KV PHETCHABURI - RATCHABURI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1U3 Non-metallic optical fiber cable (OFC) at Ratchaburi 2 substation

1U3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Ratchaburi 2 control building 350.00 meter 140.00  49,000.00  Included in Item 1U3.4 Included in Item 1U3.4

1U3.2 Rigid steel conduit from take-off structure to cable trench for item 1U3.1 lump sum lump sum 582.00  6,984.00    Included in Item 1U3.4 Included in Item 1U3.4

1U3.3 EFLEX and/or HDPE conduit for item 1U3.1 in cable trench lump sum lump sum 102.00  35,700.00  Included in Item 1U3.4 Included in Item 1U3.4

1U3.4 Laying of optical fiber cable with accessories for item 1U3.1, 1U3.2, 1U3.3 350.00 meter XXXXX XXXXX XXXXX XXXXX 392.00    137,200.00  

1U3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1U3.6 Fiber frame termination cabinet with cable tray (Ratchaburi 2 control building - 1) 1 set 12,745.00   12,745.00  31,130.00   31,130.00   

1U3.7 36 pigtails (1.5 meter) (Ratchaburi 2 control building - 1) 1 set 4,576.00   4,576.00   2,855.00  2,855.00  

1U4 Joint boxes for optical fiber cable 

1U4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-metallic 

optical fiber cable at take-off structure 2 set Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U5 Splicing work 

1U5.1 Connecting two OPGW cables for item 1U4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1U1.2 Included in 1U1.2

1U5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 1U4.2 at take-off 

structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 1U1.2 Included in 1U1.2

1U5.3 Connecting OFC and pigtails for item 1U2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1U1.2 Included in 1U1.2

1U5.4 Connecting OFC and pigtails for item 1U3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1U1.2 Included in 1U1.2

1U6 Hardware assembly for OPGW

1U6.1 OPGW suspension assembly (Grounded) lump sum lump sum 1,755,922.82   1,755,922.82         Included in 1U1.2 Included in 1U1.2

1U6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U6.3 OPGW tension assembly with accessories and insulator to be installed at take-off structure

2 set Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

wir
นางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1U : 115 KV PHETCHABURI - RATCHABURI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1U7 Line accessories

1U7.1 Vibration damper assembly with accessories lump sum lump sum Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U7.2 Parallel groove clamps lump sum lump sum Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U7.3 Grounding clamps lump sum lump sum Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off 

structure 30 set Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off 

structure 8 set Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin to 

be used with item 1U6.3 lump sum lump sum Included in 1U1.1 Included in 1U1.1 Included in 1U1.2 Included in 1U1.2

1U7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1U7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 1U6.1 Included in 1U6.1 Included in 1U1.2 Included in 1U1.2

1U8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1U1.2 Included in 1U1.2

Baht 5,043,070.46  Baht 1,925,532.82  Baht 3,575,827.28   TOTAL PRICE FOR SCHEDULE 1U

worนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

3. The existing OPGW shall not be terminated during the stringing process as the critical services are still in operation. The contractor shall be permitted to dismantle it after the new OPGW is fully strung and tested.

Unit Price Amount Unit Price Amount Unit Price Amount

1W1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

1W1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 2,706,223.09   2,706,223.09     Included in Item 1W1.2 Included in Item 1W1.2

1W1.2 Stringing by controlled tension method, one OPGW measured based on horizontal 

distance of line route from Cha-am substation to Hua Hin substation

28.50 km XXXXX XXXXX XXXXX XXXXX 1,777,215.83    1,777,215.83        

1W2 Non-metallic optical fiber cable (OFC) at Cha-am Substation

1W2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet at Cha-am control building 200.00 meter 140.00    28,000.00         Included in Item 1W2.4 Included in Item 1W2.4

1W2.2 Rigid steel conduit from take-off structure to cable trench for item 1W2.1 lump sum lump sum 582.00    6,984.00           Included in Item 1W2.4 Included in Item 1W2.4

1W2.3 EFLEX and/or HDPE conduit for item 1W2.1 in cable trench lump sum lump sum 102.00    20,400.00         Included in Item 1W2.4 Included in Item 1W2.4

1W2.4 Laying of optical fiber cable with accessories for item 1W2.1, 1W2.2, 1W2.3 200.00 meter XXXXX XXXXX XXXXX XXXXX 392.00  78,400.00            

1W2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1W2.6 Fiber frame termination cabinet with cable tray (Cha-am control building - 1) 1 set 12,745.00  12,745.00         31,130.00      31,130.00            

1W2.7 36 pigtails (1.5 meter) (Cha-am control building - 1) 1 set 4,576.00    4,576.00           2,855.00    2,855.00              

Schedule 1W : 115 KV CHA-AM - HUA HIN TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

wir

นางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

3. The existing OPGW shall not be terminated during the stringing process as the critical services are still in operation. The contractor shall be permitted to dismantle it after the new OPGW is fully strung and tested.

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1W : 115 KV CHA-AM - HUA HIN TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1W3 Non-metallic optical fiber cable (OFC) at Hua Hin substation

1W3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet at Hua Hin control building 400.00 meter 140.00    56,000.00         Included in Item 1W3.4 Included in Item 1W3.4

1W3.2 Rigid steel conduit from take-off structure to cable trench for item 1W3.1 lump sum lump sum 582.00    6,984.00           Included in Item 1W3.4 Included in Item 1W3.4

1W3.3 EFLEX and/or HDPE conduit for item 1W3.1 in cable trench lump sum lump sum 102.00    40,800.00         Included in Item 1W3.4 Included in Item 1W3.4

1W3.4 Laying of optical fiber cable with accessories for item 1W3.1, 1W3.2, 1W3.3 400.00 meter XXXXX XXXXX XXXXX XXXXX 392.00  156,800.00          

1W3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1W3.6 Fiber frame termination cabinet with cable tray (Hua Hin control building - 1) 1 set 12,745.00  12,745.00         31,130.00      31,130.00            

1W3.7 36 pigtails (1.5 meter) (Hua Hin control building - 1) 1 set 4,576.00    4,576.00           2,855.00    2,855.00              

1W4 Joint boxes for optical fiber cable 

1W4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-

metallic optical fiber cable at take-off structure 2 set Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W5 Splicing work 

1W5.1 Connecting two OPGW cables for item 1W4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1W1.2 Included in 1W1.2

1W5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 1W4.2 at take-

off structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 1W1.2 Included in 1W1.2

1W5.3 Connecting OFC and pigtails for item 1W2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1W1.2 Included in 1W1.2

1W5.4 Connecting OFC and pigtails for item 1W3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1W1.2 Included in 1W1.2

1W6 Hardware assembly for OPGW

1W6.1 OPGW suspension assembly (Grounded) lump sum lump sum 942,267.00    942,267.00            Included in 1W1.2 Included in 1W1.2

1W6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W6.3 OPGW tension assembly with accessories and insulator to be installed at take-off 

structure 2 set Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W7 Line accessories

1W7.1 Vibration damper assembly with accessories lump sum lump sum Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W7.2 Parallel groove clamps lump sum lump sum Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W7.3 Grounding clamps lump sum lump sum Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2
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IMPORTANT :

3. The existing OPGW shall not be terminated during the stringing process as the critical services are still in operation. The contractor shall be permitted to dismantle it after the new OPGW is fully strung and tested.

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1W : 115 KV CHA-AM - HUA HIN TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1W7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off 

structure 30 set Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off 

structure 8 set Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin 

to be used with item 1W6.3 lump sum lump sum Included in 1W1.1 Included in 1W1.1 Included in 1W1.2 Included in 1W1.2

1W7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1W7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 1W6.1 Included in 1W6.1 Included in 1W1.2 Included in 1W1.2

1W8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1W1.2 Included in 1W1.2

Baht 2,706,223.09  Baht 1,136,077.00  Baht 2,080,385.83  TOTAL PRICE FOR SCHEDULE 1W

worนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

3. The existing OPGW shall not be terminated during the stringing process as the critical services are still in operation. The contractor shall be permitted to dismantle it after the new OPGW is fully strung and tested.

Unit Price Amount Unit Price Amount Unit Price Amount

1X1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

1X1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 2,409,013.32   2,409,013.32     Included in Item 1X1.2 Included in Item 1X1.2

1X1.2 Stringing by controlled tension method, one OPGW measured based on horizontal 

distance of line route from Hua Hin substation to Pran Buri substation

25.37 km XXXXX XXXXX XXXXX XXXXX 1,582,033.88    1,582,033.88        

1X2 Non-metallic optical fiber cable (OFC) at Hua Hin Substation

1X2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet at Hua Hin control building 350.00 meter 140.00    49,000.00         Included in Item 1X2.4 Included in Item 1X2.4

1X2.2 Rigid steel conduit from take-off structure to cable trench for item 1X2.1 lump sum lump sum 582.00    6,984.00           Included in Item 1X2.4 Included in Item 1X2.4

1X2.3 EFLEX and/or HDPE conduit for item 1X2.1 in cable trench lump sum lump sum 102.00    35,700.00         Included in Item 1X2.4 Included in Item 1X2.4

1X2.4 Laying of optical fiber cable with accessories for item 1X2.1, 1X2.2, 1X2.3 350.00 meter XXXXX XXXXX XXXXX XXXXX 392.00  137,200.00          

1X2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1X2.6 Fiber frame termination cabinet with cable tray (Hua Hin control building - 1) 1 set 12,745.00  12,745.00         31,130.00      31,130.00            

1X2.7 36 pigtails (1.5 meter) (Hua Hin control building - 1) 1 set 4,576.00    4,576.00           2,855.00    2,855.00              

Schedule 1X : 115 KV HUA HIN - PRAN BURI TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht
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IMPORTANT :

3. The existing OPGW shall not be terminated during the stringing process as the critical services are still in operation. The contractor shall be permitted to dismantle it after the new OPGW is fully strung and tested.

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1X : 115 KV HUA HIN - PRAN BURI TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1X3 Non-metallic optical fiber cable (OFC) at Pran Buri substation

1X3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet at Pran Buri control building 250.00 meter 140.00    35,000.00         Included in Item 1X3.4 Included in Item 1X3.4

1X3.2 Rigid steel conduit from take-off structure to cable trench for item 1X3.1 lump sum lump sum 582.00    6,984.00           Included in Item 1X3.4 Included in Item 1X3.4

1X3.3 EFLEX and/or HDPE conduit for item 1X3.1 in cable trench lump sum lump sum 102.00    25,500.00         Included in Item 1X3.4 Included in Item 1X3.4

1X3.4 Laying of optical fiber cable with accessories for item 1X3.1, 1X3.2, 1X3.3 250.00 meter XXXXX XXXXX XXXXX XXXXX 392.00  98,000.00            

1X3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1X3.6 Fiber frame termination cabinet with cable tray (Pran Buri control building - 1) 1 set 12,745.00  12,745.00         31,130.00      31,130.00            

1X3.7 36 pigtails (1.5 meter) (Pran Buri control building - 1) 1 set 4,576.00    4,576.00           2,855.00    2,855.00              

1X4 Joint boxes for optical fiber cable 

1X4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-

metallic optical fiber cable at take-off structure 2 set Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X5 Splicing work 

1X5.1 Connecting two OPGW cables for item 1X4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1X1.2 Included in 1X1.2

1X5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 1X4.2 at take-

off structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 1X1.2 Included in 1X1.2

1X5.3 Connecting OFC and pigtails for item 1X2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1X1.2 Included in 1X1.2

1X5.4 Connecting OFC and pigtails for item 1X3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1X1.2 Included in 1X1.2

1X6 Hardware assembly for OPGW

1X6.1 OPGW suspension assembly (Grounded) lump sum lump sum 838,782.94    748,912.25            Included in 1X1.2 Included in 1X1.2

1X6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X6.3 OPGW tension assembly with accessories and insulator to be installed at take-off 

structure 2 set Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

worนางสาวอาสยา ช่างวิทยาการ 
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IMPORTANT :

3. The existing OPGW shall not be terminated during the stringing process as the critical services are still in operation. The contractor shall be permitted to dismantle it after the new OPGW is fully strung and tested.

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1X : 115 KV HUA HIN - PRAN BURI TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1X7 Line accessories

1X7.1 Vibration damper assembly with accessories lump sum lump sum Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X7.2 Parallel groove clamps lump sum lump sum Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X7.3 Grounding clamps lump sum lump sum Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off 

structure 30 set Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off 

structure 8 set Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin 

to be used with item 1X6.3 lump sum lump sum Included in 1X1.1 Included in 1X1.1 Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1X7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 1X6.1 Included in 1X6.1 Included in 1X1.2 Included in 1X1.2

1X8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1X1.2 Included in 1X1.2

Baht 2,409,013.32  Baht 942,722.25  Baht 1,885,203.88  TOTAL PRICE FOR SCHEDULE 1X
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IMPORTANT :

3. The existing OPGW shall not be terminated during the stringing process as the critical services are still in operation. The contractor shall be permitted to dismantle it after the new OPGW is fully strung and tested.

Unit Price Amount Unit Price Amount Unit Price Amount

1Y1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

1Y1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 5,951,791.69   5,951,791.69     Included in Item 1Y1.2 Included in Item 1Y1.2

1Y1.2 Stringing by controlled tension method, one OPGW measured based on horizontal 

distance of line route from Prachuap Khiri Khan substation to Pran Buri substation

62.68 km XXXXX XXXXX XXXXX XXXXX 3,908,627.65    3,908,627.65        

1Y2 Non-metallic optical fiber cable (OFC) at Prachuap Khiri Khan Substation

1Y2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet at Prachuap Khiri Khan control building 200.00 meter 140.00    28,000.00         Included in Item 1Y2.4 Included in Item 1Y2.4

1Y2.2 Rigid steel conduit from take-off structure to cable trench for item 1Y2.1 lump sum lump sum 582.00    6,984.00           Included in Item 1Y2.4 Included in Item 1Y2.4

1Y2.3 EFLEX and/or HDPE conduit for item 1Y2.1 in cable trench lump sum lump sum 102.00    20,400.00         Included in Item 1Y2.4 Included in Item 1Y2.4

1Y2.4 Laying of optical fiber cable with accessories for item 1Y2.1, 1Y2.2, 1Y2.3 200.00 meter XXXXX XXXXX XXXXX XXXXX 392.00  78,400.00            

1Y2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1Y2.6 Fiber frame termination cabinet with cable tray (Prachuap Khiri Khan control building - 

1) 1 set 12,745.00  12,745.00         31,130.00      31,130.00            

1Y2.7 36 pigtails (1.5 meter) (Prachuap Khiri Khan control building - 1) 1 set 4,576.00    4,576.00           2,855.00    2,855.00              

Schedule 1Y : 115 KV PRACHUAP KHIRI KHAN - PRAN BURI TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

worนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

3. The existing OPGW shall not be terminated during the stringing process as the critical services are still in operation. The contractor shall be permitted to dismantle it after the new OPGW is fully strung and tested.

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1Y : 115 KV PRACHUAP KHIRI KHAN - PRAN BURI TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1Y3 Non-metallic optical fiber cable (OFC) at Pran Buri substation

1Y3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet at Pran Buri control building 250.00 meter 140.00    35,000.00         Included in Item 1Y3.4 Included in Item 1Y3.4

1Y3.2 Rigid steel conduit from take-off structure to cable trench for item 1Y3.1 lump sum lump sum 582.00    6,984.00           Included in Item 1Y3.4 Included in Item 1Y3.4

1Y3.3 EFLEX and/or HDPE conduit for item 1Y3.1 in cable trench lump sum lump sum 102.00    25,500.00         Included in Item 1Y3.4 Included in Item 1Y3.4

1Y3.4 Laying of optical fiber cable with accessories for item 1Y3.1, 1Y3.2, 1Y3.3 250.00 meter XXXXX XXXXX XXXXX XXXXX 392.00  98,000.00            

1Y3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1Y3.6 Fiber frame termination cabinet with cable tray (Pran Buri control building - 1) 1 set 12,745.00  12,745.00         31,130.00      31,130.00            

1Y3.7 36 pigtails (1.5 meter) (Pran Buri control building - 1) 1 set 4,576.00    4,576.00           2,855.00    2,855.00              

1Y4 Joint boxes for optical fiber cable 

1Y4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-

metallic optical fiber cable at take-off structure 2 set Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y5 Splicing work 

1Y5.1 Connecting two OPGW cables for item 1Y4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1Y1.2 Included in 1Y1.2

1Y5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 1Y4.2 at take-

off structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 1Y1.2 Included in 1Y1.2

1Y5.3 Connecting OFC and pigtails for item 1Y2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1Y1.2 Included in 1Y1.2

1Y5.4 Connecting OFC and pigtails for item 1Y3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 1Y1.2 Included in 1Y1.2
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IMPORTANT :

3. The existing OPGW shall not be terminated during the stringing process as the critical services are still in operation. The contractor shall be permitted to dismantle it after the new OPGW is fully strung and tested.

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 1Y : 115 KV PRACHUAP KHIRI KHAN - PRAN BURI TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1Y6 Hardware assembly for OPGW

1Y6.1 OPGW suspension assembly (Grounded) lump sum lump sum 2,072,326.16    1,850,288.53         Included in 1Y1.2 Included in 1Y1.2

1Y6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y6.3 OPGW tension assembly with accessories and insulator to be installed at take-off 

structure 2 set Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y7 Line accessories

1Y7.1 Vibration damper assembly with accessories lump sum lump sum Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y7.2 Parallel groove clamps lump sum lump sum Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y7.3 Grounding clamps lump sum lump sum Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off 

structure 30 set Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off 

structure 8 set Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin 

to be used with item 1Y6.3 lump sum lump sum Included in 1Y1.1 Included in 1Y1.1 Included in 1Y1.2 Included in 1Y1.2

1Y7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

1Y7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 1Y6.1 Included in 1Y6.1 Included in 1Y1.2 Included in 1Y1.2

1Y8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 1Y1.2 Included in 1Y1.2

Baht 5,951,791.69  Baht 2,007,798.53  Baht 4,152,997.65  TOTAL PRICE FOR SCHEDULE 1Y

worนางสาวอาสยา ช่างวิทยาการ 
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IMPORTANT :

Unit Price Amount

1Z1 Dismantled equipment of the existing overhead ground wire and/or existing composite overhead 

ground wire with optical fiber, including hardware assemblies and line accessories of 500 KV 

CHOM BUNG - RATCHABURI 3 TRANSMISSION LINE 

(approx. 26.83 km in transmission line distance) 26.83 km 1,424.00   38,205.92   

1Z2 Dismantled equipment of the existing overhead ground wire and/or existing composite overhead 

ground wire with optical fiber, including hardware assemblies and line accessories of 230 KV BAN 

PONG 2 - SAI NOI TRANSMISSION LINE 

(approx. 53.87 km in transmission line distance) 53.87 km 1,424.00   76,710.88   

1Z3 Dismantled equipment of the existing overhead ground wire and/or existing composite overhead 

ground wire with optical fiber, including hardware assemblies and line accessories of 230 KV 

RATCHABURI 2 - RATCHABURI 3 TRANSMISSION LINE

(approx. 21.06 km in transmission line distance) 21.06 km 1,424.00   29,989.44   

1Z4 Dismantled equipment of the existing overhead ground wire and/or existing composite overhead 

ground wire with optical fiber, including hardware assemblies and line accessories of 230 KV BANG 

SAPHAN - PRACHUAP KHIRI KHAN TRANSMISSION LINE

(approx. 58.71 km in transmission line distance)

59.12 km 1,424.00   84,186.88   

1Z : DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR

Item No. Description
Estimated

 Qty.
Unit 

Purphase Price Offered for 

Dismantled Equipment

(including VAT)

Baht

1. Dismantling of the existing transmission lines shall generally conform to Specifications No. TL-07 (Rev.3) : Dismantling Work .

2. Approximate types and quantity of dismantled Equipment to be purchased are shown in Attachment No.2 : List of Equipment to be Dismantled by the Contractor.

wirนางสาวอาสยา ช่างวิทยาการ 
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IMPORTANT :

Unit Price Amount

1Z : DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR

Item No. Description
Estimated

 Qty.
Unit 

Purphase Price Offered for 

Dismantled Equipment

(including VAT)

Baht

1. Dismantling of the existing transmission lines shall generally conform to Specifications No. TL-07 (Rev.3) : Dismantling Work .

2. Approximate types and quantity of dismantled Equipment to be purchased are shown in Attachment No.2 : List of Equipment to be Dismantled by the Contractor.

1Z5 Dismantled equipment of the existing overhead ground wire and/or existing composite overhead 

ground wire with optical fiber, including hardware assemblies and line accessories of 115 KV 

PHETCHABURI - RATCHABURI 2 TRANSMISSION LINE

(approx. 53.11 km in transmission line distance) 53.11 km 1,424.00   75,628.64   

1Z6 Dismantled equipment of the existing overhead ground wire and/or existing composite overhead 

ground wire with optical fiber, including hardware assemblies and line accessories of 115 KV CHA-

AM - HUA HIN TRANSMISSION LINE

(approx. 28.50 km in transmission line distance) 28.5 km 1,424.00   40,584.00   

1Z7 Dismantled equipment of the existing overhead ground wire and/or existing composite overhead 

ground wire with optical fiber, including hardware assemblies and line accessories of 115 KV HUA 

HIN - PRAN BURI TRANSMISSION LINE

(approx. 25.37 km in transmission line distance) 25.37 km 1,424.00   36,126.88   

1Z8 Dismantled equipment of the existing overhead ground wire and/or existing composite overhead 

ground wire with optical fiber, including hardware assemblies and line accessories of 115 KV 

PRACHUAP KHIRI KHAN - PRAN BURI TRANSMISSION LINE

(approx. 62.68 km in transmission line distance)

62.68 km 1,424.00   89,256.32   

Baht 470,688.96    TOTAL PRICE FOR SCHEDULE 1Z
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SCHEDULE 1 : 500 KV CHOM BUNG - RATCHABURI 3

230 KV BAN PONG 2 - SAI NOI

230 KV RATCHABURI 2 - RATCHABURI 3

230 KV BANG SAPHAN - PRACHUAP KHIRI KHAN

115 KV PHETCHABURI - RATCHABURI 2

115 KV CHA-AM - HUA HIN

115 KV HUA HIN - PRAN BURI

115 KV PRACHUAP KHIRI KHAN - PRAN BURI

SCHEDULE 2 : 230 KV RAJJAPRABHA - SURAT THANI

115 KV PHANGNGA - RAJJAPRABHA

115 KV HAT YAI 1 - HAT YAI 2

115 KV HAT YAI 1 - PHATTHALUNG

SCHEDULE 3 : 115 KV ANG THONG 2 - LOP BURI 2

115 KV CHAI BADAN - LOP BURI 2

SCHEDULE 4 : 115 KV TAK 1 - TAK 2 (JUNCTION)

115 KV MAE SOT - TAK 2 (JUNCTION)

PRICE SCHEDULE FOR

SUPPLY AND CONSTRUCTION FOR REPLACEMENT OF OVERHEAD GROUND WIRE WITH 

COMPOSITE OVERHEAD GROUND WIRE WITH OPTICAL FIBER (OPGW)

FOR

UNDER

TELECOMMUNICATION NETWORK RENOVATION PROJECT (TNRP) PHASE 18

wor
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Supply of Equipment Supply of Equipment

Foreign Supply Local Supply Foreign Currency Foreign Currency

CIF Thai Port
Ex-works Price
(excluding VAT)

Baht
(excluding VAT)

Baht

(excluding VAT)

Baht

Amount Amount Amount Amount Amount Amount Amount

2O : SUPPLY OF SERVICE OF VEHICLES 1,308,976.00  

2P : SUPPLY OF SPARE EQUIPMENT 1,149,567.55  459,933.20  135,886.00

2Q : 230 KV RAJJAPRABHA - SURAT THANI TRANSMISSION LINE 4,888,293.49 1,958,241.76 3,745,850.29 

2R : 115 KV PHANGNGA - RAJJAPRABHA TRANSMISSION LINE 7,534,694.80 2,812,179.70 5,467,938.87

2S : 115 KV HAT YAI 1 - HAT YAI 2 TRANSMISSION LINE 771,036.19 476,743.44 766,206.61

2T : 115 KV HAT YAI 1 - PHATTHALUNG TRANSMISSION LINE 7,779,679.21 2,866,279.66 5,353,397.81

2I : DISMANTLING WORK 618,464.00 

TOTAL PRICES THB 22,123,271.24  8,573,377.76  135,886.00 17,260,833.58   

2Z : DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR -314,533.12

Local Transportation, 
Construction and 

Installation

(excluding VAT)
Baht

Purchase Price Offered 
for Dismantled 

Equipment

(excluding VAT)
Baht

TOTAL PRICE FOR SCHEDULE NO. 2

230 KV RPB - SRT, 115 KV PN - RPB, 115 KV HY1- HY2, 115 KV HY1 - PU

TELECOMMUNICATION NETWORK RENOVATION PROJECT (TNRP) PHASE 18

Description Currency

Local Transportation

wor
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IMPORTANT :

Unit Price Amount

2O1 Facilities and service of four-wheel-driven, four doors vehicles, at least one ton capacity, 2000 cc. 

nominal, gasoline engine or 2500 cc. Nominal diesel engine, equipped with air-condition. The 

vehicles shall be in good condition, which shall be approved by EGAT. In case used Vehicles are 

proposed, the used period shall not exceed two years. (refer to Article G-6. Housing and Other 

Facilities.) 

for 230 KV RAJJAPRABHA - SURAT THANI, 115 KV PHANGNGA - RAJJAPRABHA, 115 KV HAT YAI 1 - HAT 

YAI 2 and 115 KV HAT YAI 1 - PHATTHALUNG Transmission Line
16 car-month 81,811.00   1,308,976.00   

Baht 1,308,976.00 
TOTAL PRICE FOR SCHEDULE 2O

2O : SUPPLY OF SERVICE OF VEHICLES

Local Transportation,

Construction and Installation

(excluding VAT)

Baht
Item No. Description

Estimated

 Qty.
Unit 

wor
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

2P1 Composite overhead ground wire with 36 core optical fibers (11.4 mm. OPGW) 

4,000 meter/reel 3 reel 383,189.18    1,149,567.55     Included in item 2P12 Included in item 2P12

2P2 2-way joint box with accessories for two OPGW cables 16 set 13,050.00    208,800.00    Included in item 2P12 Included in item 2P12

2P3 Tension assembly (grounded) with accessories 16 set 1,625.00     26,000.00      Included in item 2P12 Included in item 2P12

2P4 Suspension assembly (grounded) with accessories 8 set 2,193.00     17,544.00      Included in item 2P12 Included in item 2P12

2P5 Fiber frame termination cabinet with cable tray 2 set 10,171.00    20,342.00      Included in item 2P12 Included in item 2P12

2P6 36 pigtails (1.5 meter) 2 set 4,085.60     8,171.20       Included in item 2P12 Included in item 2P12

2P7 1-wire cleat (grounded) 60 set 709.00  42,540.00      Included in item 2P12 Included in item 2P12

2P8 2-wire cleat (grounded) 120 set 737.00  88,440.00      Included in item 2P12 Included in item 2P12

2P9 6-wire cleat (grounded) 32 set 1,307.00     41,824.00      Included in item 2P12 Included in item 2P12

2P10 Parallel groove clamp 16 set 227.00  3,632.00       Included in item 2P12 Included in item 2P12

2P11 Grounding clamp 16 set 165.00  2,640.00       Included in item 2P12 Included in item 2P12

2P12 Local transportation for item 2P1 to 2P11 lump sum each XXXXX XXXXX XXXXX XXXXX 135,886.00 135,886.00

1,149,567.55   Baht 459,933.20   Baht 135,886.00

2P : SUPPLY OF SPARE EQUIPMENT

TOTAL PRICE FOR SCHEDULE 2P

Item No. Description
Estimated

 Qty.
Unit 

Local Transportation

(excluding VAT)

Baht
CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

1. Spare Equipment shall be delivered and stored at Songkhla Substation in Songkhla Province  by the Contractor.

2. The Contractor shall perform the test on the Equipment for Item No. 2P1 at EGAT's Store to guarantee that there are no damages during the transportation.

Supply of Equipment Supply of Equipment

Foreign Supply Local Supply

wor
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

2Q1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

2Q1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 4,888,293.49        4,888,293.49  Included in Item 2Q1.2 Included in Item 2Q1.2

2Q1.2 Stringing by controlled tension method, one OPGW measured based on horizontal 

distance of line route from Rajjaprabha substation to Surat Thani substation
51.48 km XXXXX XXXXX XXXXX XXXXX 3,363,080.29   3,363,080.29    

2Q2 Non-metallic optical fiber cable (OFC) at Rajjaprabha substation

2Q2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame temination cabinet at Rajjaprabha control building 500.00 meter 140.00 70,000.00 Included in Item 2Q2.4 Included in Item 2Q2.4

2Q2.2 Rigid steel conduit from take-off structure to cable trench for item 2Q2.1 lump sum lump sum 582.00 6,984.00 Included in Item 2Q2.4 Included in Item 2Q2.4

2Q2.3 EFLEX and/or HDPE conduit for item 2Q2.1 in cable trench lump sum lump sum 102.00 51,000.00 Included in Item 2Q2.4 Included in Item 2Q2.4

2Q2.4 Laying of optical fiber cable with accessories for item 2Q2.1, 2Q2.2, 2Q2.3 500.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 196,000.00

2Q2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

2Q2.6 Fiber frame termination cabinet with cable tray (Rajjaprabha control building - 1) 1 set 12,745.00 12,745.00 31,130.00 31,130.00

2Q2.7 36 pigtails (1.5 meter) (Rajjaprabha control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

Item. Description
Estimated

 Qty.
Unit 

Schedule 2Q : 230 KV RAJJAPRABHA - SURAT THANI TRANSMISSION LINE

Supply of Equipment Supply of Equipment

Foreign Supply Local Supply

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

Local Transportation,

Construction and Installation

(excluding VAT)

Baht
CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

worนางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Item. Description
Estimated

 Qty.
Unit 

Schedule 2Q : 230 KV RAJJAPRABHA - SURAT THANI TRANSMISSION LINE

Supply of Equipment Supply of Equipment

Foreign Supply Local Supply

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

Local Transportation,

Construction and Installation

(excluding VAT)

Baht
CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

2Q3 Non-metallic optical fiber cable (OFC) at Surat Thani substation

2Q3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet Surat Thani 230 kV relay building 300.00 meter 140.00 42,000.00 Included in Item 2Q3.4 Included in Item 2Q3.4

2Q3.2 Rigid steel conduit from take-off structure to cable trench for item 2Q3.1 lump sum lump sum 582.00 6,984.00 Included in Item 2Q3.4 Included in Item 2Q3.4

2Q3.3 EFLEX and/or HDPE conduit for item 2Q3.1 in cable trench lump sum lump sum 102.00 30,600.00 Included in Item 2Q3.4 Included in Item 2Q3.4

2Q3.4 Laying of optical fiber cable with accessories for item 2Q3.1, 2Q3.2, 2Q3.3 300.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 117,600.00

2Q3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

2Q3.6 Fiber frame termination cabinet with cable tray (Surat Thani 230 kV relay building - 1)

1 set 12,745.00 12,745.00 31,130.00 31,130.00

2Q3.7 36 pigtails (1.5 meter) (Surat Thani 230 kV relay building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

2Q4 Joint boxes for optical fiber cable 

2Q4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-

metallic optical fiber cable at take-off structure 2 set Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q5 Splicing work 

2Q5.1 Connecting two OPGW cables for item 2Q4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 2Q1.2 Included in 2Q1.2

2Q5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 2Q4.2 at take-

off structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 2Q1.2 Included in 2Q1.2

2Q5.3 Connecting OFC and pigtails for item 2Q2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 2Q1.2 Included in 2Q1.2

2Q5.4 Connecting OFC and pigtails for item 2Q3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 2Q1.2 Included in 2Q1.2

2Q6 Hardware assembly for OPGW

2Q6.1 OPGW suspension assembly (Grounded) lump sum lump sum 1,702,031.76     1,702,031.76        Included in 2Q1.2 Included in 2Q1.2

2Q6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q6.3 OPGW tension assembly with accessories and insulator to be installed at take-off 

structure 2 set Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q7 Line accessories

2Q7.1 Vibration damper assembly with accessories lump sum lump sum Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q7.2 Parallel groove clamps lump sum lump sum Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q7.3 Grounding clamps lump sum lump sum Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

wor
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Item. Description
Estimated

 Qty.
Unit 

Schedule 2Q : 230 KV RAJJAPRABHA - SURAT THANI TRANSMISSION LINE

Supply of Equipment Supply of Equipment

Foreign Supply Local Supply

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

Local Transportation,

Construction and Installation

(excluding VAT)

Baht
CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

2Q7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off 

structure 30 set Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off 

structure 8 set Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin 

to be used with item 1Q6.3 lump sum lump sum Included in 2Q1.1 Included in 2Q1.1 Included in 2Q1.2 Included in 2Q1.2

2Q7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

2Q7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 2Q6.1 Included in 2Q6.1 Included in 2Q1.2 Included in 2Q1.2

2Q7.12 Orange and white fiber glass sphere with armor rod for composite overhead ground 

wire with 36 cores optical fiber (OPGW) 4 set 3,500.00 14,000.00 300.00 1,200.00

2Q8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 2Q1.2 Included in 2Q1.2

4,888,293.49  Baht 1,958,241.76  Baht 3,745,850.29  TOTAL PRICE FOR SCHEDULE 2Q
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

2R1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred section 

F-4.3)

2R1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 7,534,694.80 7,534,694.80 Included in Item 2R1.2 Included in Item 2R1.2

2R1.2 Stringing by controlled tension method, one OPGW measured based on horizontal distance of 

line route from Phangnga substation to Rajjaprabha substation 79.35 km XXXXX XXXXX XXXXX XXXXX 5,183,768.87 5,183,768.87

2R2 Non-metallic optical fiber cable (OFC) at Phangnga substation

2R2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Phangnga control building 250.00 meter 140.00 35,000.00 Included in Item 2R2.4 Included in Item 2R2.4

2R2.2 Rigid steel conduit from take-off structure to cable trench for item 2R2.1 lump sum lump sum 582.00 6,984.00 Included in Item 2R2.4 Included in Item 2R2.4

2R2.3 EFLEX and/or HDPE conduit for item 2R2.1 in cable trench lump sum lump sum 102.00 25,500.00 Included in Item 2R2.4 Included in Item 2R2.4

2R2.4 Laying of optical fiber cable with accessories for item 2R2.1, 2R2.2, 2R2.3 250.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 98,000.00

2R2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

2R2.6 Fiber frame termination cabinet with cable tray (Phangnga control building - 1) 1 set 12,745.00 12,745.00 31,130.00 31,130.00

2R2.7 36 pigtails (1.5 meter) (Phangnga control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

2R3 Non-metallic optical fiber cable (OFC) at Rajjaprabha substation

2R3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Rajjaprabha control building 300.00 meter 140.00 42,000.00 Included in Item 2R3.4 Included in Item 2R3.4

2R3.2 Rigid steel conduit from take-off structure to cable trench for item 2R3.1 lump sum lump sum 582.00 6,984.00 Included in Item 2R3.4 Included in Item 2R3.4

2R3.3 EFLEX and/or HDPE conduit for item 2R3.1 in cable trench lump sum lump sum 102.00 30,600.00 Included in Item 2R3.4 Included in Item 2R3.4

2R3.4 Laying of optical fiber cable with accessories for item 2R3.1, 2R3.2, 2R3.3 300.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 117,600.00

2R3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

2R3.6 Fiber frame termination cabinet with cable tray (Rajjaprabha control building - 1) 1 set 12,745.00 12,745.00 31,130.00 31,130.00

2R3.7 36 pigtails (1.5 meter) (Rajjaprabha control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

Schedule 2R : 115 KV PHANGNGA - RAJJAPRABHA TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

wa
นางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

Schedule 2R : 115 KV PHANGNGA - RAJJAPRABHA TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

2R4 Joint boxes for optical fiber cable 

2R4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-metallic 

optical fiber cable at take-off structure 2 set Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R5 Splicing work 

2R5.1 Connecting two OPGW cables for item 2R4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 2R1.2 Included in 2R1.2

2R5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 2R4.2 at take-off 

structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 2R1.2 Included in 2R1.2

2R5.3 Connecting OFC and pigtails for item 2R2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 2R1.2 Included in 2R1.2

2R5.4 Connecting OFC and pigtails for item 2R3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 2R1.2 Included in 2R1.2

2R6 Hardware assembly for OPGW

2R6.1 OPGW suspension assembly (Grounded) lump sum lump sum 2,623,469.70 2,623,469.70 Included in 2R1.2 Included in 2R1.2

2R6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R6.3 OPGW tension assembly with accessories and insulator to be installed at take-off structure

2 set Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

Schedule 2R : 115 KV PHANGNGA - RAJJAPRABHA TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

2R7 Line accessories

2R7.1 Vibration damper assembly with accessories lump sum lump sum Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R7.2 Parallel groove clamps lump sum lump sum Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R7.3 Grounding clamps lump sum lump sum Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off structure

30 set Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off structure

8 set Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin to be 

used with item 2R6.3 lump sum lump sum Included in 2R1.1 Included in 2R1.1 Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

2R7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 2R6.1 Included in 2R6.1 Included in 2R1.2 Included in 2R1.2

2R7.12 Orange and white fiber glass sphere with armor rod for composite overhead ground wire with 

36 cores optical fiber (OPGW) 2 set 3,500.00 7,000.00 300.00 600.00

2R8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 2R1.2 Included in 2R1.2

Baht 7,534,694.80 Baht 2,812,179.70 Baht 5,467,938.87TOTAL PRICE FOR SCHEDULE 2R
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

2S1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

2S1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 771,036.19 771,036.19 Included in Item 2S1.2 Included in Item 2S1.2

2S1.2 Stringing by controlled tension method, one OPGW measured based on horizontal 

distance of line route from Hat Yai 1 substation to Hat Yai 2 substation

8.12 km XXXXX XXXXX XXXXX XXXXX 506,350.61 506,350.61

2S2 Non-metallic optical fiber cable (OFC) at Hat Yai 1 Substation

2S2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet at Hat Yai 1 control building 200.00 meter 140.00 28,000.00 Included in Item 2S2.4 Included in Item 2S2.4

2S2.2 Rigid steel conduit from take-off structure to cable trench for item 2S2.1 lump sum lump sum 582.00 6,984.00 Included in Item 2S2.4 Included in Item 2S2.4

2S2.3 EFLEX and/or HDPE conduit for item 2S2.1 in cable trench lump sum lump sum 102.00 20,400.00 Included in Item 2S2.4 Included in Item 2S2.4

2S2.4 Laying of optical fiber cable with accessories for item 2S2.1, 2S2.2, 2S2.3 200.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 78,400.00

2S2.5 19" closed rack cabinet (Hat Yai 1 control building - 1) 1 set 25,385.00 25,385.00 7,743.00 7,743.00

2S2.6 Fiber frame termination cabinet with cable tray (Hat Yai 1 control building - 1) 1 set 12,745.00 12,745.00 31,130.00 31,130.00

2S2.7 36 pigtails (1.5 meter) (Hat Yai 1 control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

2S3 Non-metallic optical fiber cable (OFC) at Hat Yai 2 Substation

2S3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet at Hat Yai 2 control building 250.00 meter 140.00 35,000.00 Included in Item 2S3.4 Included in Item 2S3.4

2S3.2 Rigid steel conduit from take-off structure to cable trench for item 2S3.1 lump sum lump sum 582.00 6,984.00 Included in Item 2S3.4 Included in Item 2S3.4

2S3.3 EFLEX and/or HDPE conduit for item 2S3.1 in cable trench lump sum lump sum 102.00 25,500.00 Included in Item 2S3.4 Included in Item 2S3.4

2S3.4 Laying of optical fiber cable with accessories for item 2S3.1, 2S3.2, 2S3.3 250.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 98,000.00

2S3.5 19" closed rack cabinet (Hat Yai 2 control building - 1) 1 set 25,385.00 25,385.00 7,743.00 7,743.00

2S3.6 Fiber frame termination cabinet with cable tray (Hat Yai 2 control building - 1) 1 set 12,745.00 12,745.00 31,130.00 31,130.00

2S3.7 36 pigtails (1.5 meter) (Hat Yai 2 control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

Schedule 2S : 115 KV HAT YAI 1 - HAT YAI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

wir
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 2S : 115 KV HAT YAI 1 - HAT YAI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

2S4 Joint boxes for optical fiber cable 

2S4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-

metallic optical fiber cable at take-off structure 2 set Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S5 Splicing work 

2S5.1 Connecting two OPGW cables for item 2S4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 2S1.2 Included in 2S1.2

2S5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 2S4.2 at take-

off structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 2S1.2 Included in 2S1.2

2S5.3 Connecting OFC and pigtails for item 2S2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 2S1.2 Included in 2S1.2

2S5.4 Connecting OFC and pigtails for item 2S3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 2S1.2 Included in 2S1.2

2S6 Hardware assembly for OPGW

2S6.1 OPGW suspension assembly (Grounded) lump sum lump sum 268,463.44 268,463.44 Included in 2S1.2 Included in 2S1.2

2S6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S6.3 OPGW tension assembly with accessories and insulator to be installed at take-off 
structure 2 set Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 2S : 115 KV HAT YAI 1 - HAT YAI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

2S7 Line accessories

2S7.1 Vibration damper assembly with accessories lump sum lump sum Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S7.2 Parallel groove clamps lump sum lump sum Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S7.3 Grounding clamps lump sum lump sum Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off 

structure 30 set Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off 

structure 8 set Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin 

to be used with item 2S6.3 lump sum lump sum Included in 1S1.1 Included in 1S1.1 Included in 2S1.2 Included in 2S1.2

2S7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

2S7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 2S6.1 Included in 2S6.1 Included in 2S1.2 Included in 2S1.2

2S8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 2S1.2 Included in 2S1.2

Baht 771,036.19 Baht 476,743.44 Baht 766,206.61TOTAL PRICE FOR SCHEDULE 2S
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

2T1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred section 

F-4.3)

2T1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 7,779,679.21 7,779,679.21 Included in Item 2T1.2 Included in Item 2T1.2

2T1.2 Stringing by controlled tension method, one OPGW measured based on horizontal distance of 

line route from Hat Yai 1 substation to Phatthalung substation

81.93 km XXXXX XXXXX XXXXX XXXXX 5,109,027.81 5,109,027.81

2T2 Non-metallic optical fiber cable (OFC) at Hat Yai 1 Substation

2T2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Hat Yai 1 control building 200.00 meter 140.00 28,000.00 Included in Item 2T2.4 Included in Item 2T2.4

2T2.2 Rigid steel conduit from take-off structure to cable trench for item 2T2.1 lump sum lump sum 582.00 6,984.00 Included in Item 2T2.4 Included in Item 2T2.4

2T2.3 EFLEX and/or HDPE conduit for item 2T2.1 in cable trench lump sum lump sum 102.00 20,400.00 Included in Item 2T2.4 Included in Item 2T2.4

2T2.4 Laying of optical fiber cable with accessories for item 2T2.1, 2T2.2, 2T2.3 200.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 78,400.00

2T2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

2T2.6 Fiber frame termination cabinet with cable tray (Hat Yai 1 control building - 1) 1 set 12,745.00 12,745.00 31,130.00 31,130.00

2T2.7 36 pigtails (1.5 meter) (Hat Yai 1 control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

2T3 Non-metallic optical fiber cable (OFC) at Phatthalung substation

2T3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber frame 

termination cabinet at Phatthalung control building 250.00 meter 140.00 35,000.00 Included in Item 2T3.4 Included in Item 2T3.4

2T3.2 Rigid steel conduit from take-off structure to cable trench for item 2T3.1 lump sum lump sum 582.00 6,984.00 Included in Item 2T3.4 Included in Item 2T3.4

2T3.3 EFLEX and/or HDPE conduit for item 2T3.1 in cable trench lump sum lump sum 102.00 25,500.00 Included in Item 2T3.4 Included in Item 2T3.4

2T3.4 Laying of optical fiber cable with accessories for item 2T3.1, 2T3.2, 2T3.3 250.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 98,000.00

2T3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

2T3.6 Fiber frame termination cabinet with cable tray (Phatthalung control building - 1) 1 set 12,745.00 12,745.00 31,130.00 31,130.00

2T3.7 36 pigtails (1.5 meter) (Phatthalung control building - 1) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

Schedule 2T : 115 KV HAT YAI 1 - PHATTHALUNG TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

evar
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 2T : 115 KV HAT YAI 1 - PHATTHALUNG TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

2T4 Joint boxes for optical fiber cable 

2T4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-metallic 

optical fiber cable at take-off structure 2 set included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T5 Splicing work 

2T5.1 Connecting two OPGW cables for item 2T4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 2T1.2 Included in 2T1.2

2T5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 2T4.2 at take-off 

structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 2T1.2 Included in 2T1.2

2T5.3 Connecting OFC and pigtails for item 2T2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 2T1.2 Included in 2T1.2

2T5.4 Connecting OFC and pigtails for item 2T3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 2T1.2 Included in 2T1.2

2T6 Hardware assembly for OPGW

2T6.1 OPGW suspension assembly (Grounded) lump sum lump sum 2,708,769.66 2,708,769.66 Included in 2T1.2 Included in 2T1.2

2T6.2 OPGW tension assembly (Grounded) lump sum lump sum included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T6.3 OPGW tension assembly with accessories and insulator to be installed at take-off structure

2 set included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T7 Line accessories

2T7.1 Vibration damper assembly with accessories lump sum lump sum included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T7.2 Parallel groove clamps lump sum lump sum included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T7.3 Grounding clamps lump sum lump sum included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off structure

30 set included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off structure

8 set included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin to be 

used with item 2T6.3 lump sum lump sum Included in 2T1.1 Included in 2T1.1 Included in 2T1.2 Included in 2T1.2

2T7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

2T7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum included in 2T6.1 included in 2T6.1 Included in 2T1.2 Included in 2T1.2

2T8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 2T1.2 Included in 2T1.2

Baht 7,779,679.21 Baht 2,866,279.66 Baht 5,353,397.81TOTAL PRICE FOR SCHEDULE 2T

wor

นางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount

2I1 Dismantling work of the existing overhead ground wire of 230 KV RAJJAPRABHA - SURAT THANI 

TRANSMISSION LINE (approx. 51.48 km in transmission line distance) lump sum lump sum 2,800.00  144,144.00  

2I2 Dismantling work of the existing overhead ground wire of 115 KV PHANGNGA - RAJJAPRABHA 

TRANSMISSION LINE (approx. 79.35 km in transmission line distance) lump sum lump sum 2,800.00  222,180.00  

2I3 Dismantling work of the existing overhead ground wire of 115 KV HAT YAI 1 - HAT YAI 2 

TRANSMISSION LINE (approx. 8.12 km in transmission line distance) lump sum lump sum 2,800.00  22,736.00 

2I4 Dismantling work of the existing overhead ground wire of 115 KV HAT YAI 1 - PHATTHALUNG 

TRANSMISSION LINE (approx. 81.93 km in transmission line distance) lump sum lump sum 2,800.00  229,404.00  

Baht 618,464.00  TOTAL PRICE FOR SCHEDULE 2I

1. Dismantling of the existing transmission line shall generally conform to Specification No. TL-07 (Rev.3) : Dismantling Work.

2. Dismantled Equipment as shown in Attachment No.2 shall be purphased by the Contractor at the prices offered in 2Z.

2I : DISMANTLING WORK

Item No. Description
Estimated

 Qty.
Unit 

Local Transportation,

Construction

and Installation

(excluding VAT)

Baht
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IMPORTANT :

Unit Price Amount

2Z1 Dismantled equipment of the existing overhead ground wire and/or existing composite 

overhead ground wire with optical fiber, including hardware assemblies and line accessories 

of 230 KV RAJJAPRABHA - SURAT THANI TRANSMISSION LINE (approx. 51.48 km in transmission 

line distance) lump sum lump sum 1,424.00 73,307.52

2Z2 Dismantled equipment of the existing overhead ground wire and/or existing composite 

overhead ground wire with optical fiber, including hardware assemblies and line accessories 

of 115 KV PHANGNGA - RAJJAPRABHA TRANSMISSION LINE (approx. 79.35 km in transmission 

line distance) lump sum lump sum 1,424.00 112,994.40

2Z3 Dismantled equipment of the existing overhead ground wire and/or existing composite 

overhead ground wire with optical fiber, including hardware assemblies and line accessories 

of 115 KV HAT YAI 1 - HAT YAI 2 TRANSMISSION LINE 

(approx. 8.12 km in transmission line distance)

lump sum lump sum 1,424.00 11,562.88

2Z4 Dismantled equipment of the existing overhead ground wire and/or existing composite 

overhead ground wire with optical fiber, including hardware assemblies and line accessories 

of 115 KV HAT YAI 1 - PHATTHALUNG TRANSMISSION LINE (approx. 81.93 km in transmission 

line distance) lump sum lump sum 1,424.00 116,668.32

Baht 314,533.12

2Z : DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR

TOTAL PRICE FOR SCHEDULE 2Z

Item No. Description
Estimated

 Qty.
Unit 

Purphase Price Offered for 

Dismantled Equipment

(including VAT)

Baht

1. Dismantling of the existing transmission lines shall generally conform to Specifications No. TL-07 (Rev.3) : Dismantling Work .

2. Approximate types and quantity of dismantled Equipment to be purchased are shown in Attachment No.2 : List of Equipment to be Dismantled by the Contractor.
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Medium Price Schedule no. 3 
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SCHEDULE 1 : 500 KV CHOM BUNG - RATCHABURI 3

230 KV BAN PONG 2 - SAI NOI

230 KV RATCHABURI 2 - RATCHABURI 3

230 KV BANG SAPHAN - PRACHUAP KHIRI KHAN

115 KV PHETCHABURI - RATCHABURI 2

115 KV CHA-AM - HUA HIN

115 KV HUA HIN - PRAN BURI

115 KV PRACHUAP KHIRI KHAN - PRAN BURI

SCHEDULE 2 : 230 KV RAJJAPRABHA - SURAT THANI

115 KV PHANGNGA - RAJJAPRABHA

115 KV HAT YAI 1 - HAT YAI 2

115 KV HAT YAI 1 - PHATTHALUNG

SCHEDULE 3 : 115 KV ANG THONG 2 - LOP BURI 2

115 KV CHAI BADAN - LOP BURI 2

SCHEDULE 4 : 115 KV TAK 1 - TAK 2 (JUNCTION)

115 KV MAE SOT - TAK 2 (JUNCTION)

UNDER

TELECOMMUNICATION NETWORK RENOVATION PROJECT (TNRP) PHASE 18

PRICE SCHEDULE FOR

SUPPLY AND CONSTRUCTION FOR REPLACEMENT OF OVERHEAD GROUND WIRE WITH 

COMPOSITE OVERHEAD GROUND WIRE WITH OPTICAL FIBER (OPGW)

FOR

wor
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Supply of Equipment Supply of Equipment

Foreign Supply Local Supply Foreign Currency Foreign Currency

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht
(excluding VAT)

Baht

(excluding VAT)

Baht

Amount Amount Amount Amount Amount Amount Amount

3O : SUPPLY OF SERVICE OF VEHICLES 1,308,976.00  

3P : SUPPLY OF SPARE EQUIPMENT 766,378.37 277,002.00    25,881.00

3Q : 115 KV ANG THONG 2 - LOP BURI 2 TRANSMISSION LINE 4,068,830.15 1,582,661.70 2,896,732.58

3R : 115 KV CHAI BADAN - LOP BURI 2 TRANSMISSION LINE 7,764,486.38 2,839,209.74 5,308,140.46

3I : DISMANTLING WORK 336,081.00

TOTAL PRICES THB 12,599,694.89 4,698,873.44  25,881.00 9,849,930.04  

3Z : DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR -177,458.88

TOTAL PRICE FOR SCHEDULE NO. 3

115 KV AT2 - LB2, 115 KV CBD - LB2

TELECOMMUNICATION NETWORK RENOVATION PROJECT (TNRP) PHASE 18

Description Currency

Local Transportation Local Transportation, 

Construction and 

Installation

(excluding VAT)

Baht

Purchase Price Offered 

for Dismantled 

Equipment

(excluding VAT)

Baht

wor
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IMPORTANT :

Unit Price Amount

3O1 Facilities and service of four-wheel-driven, four doors vehicles, at least one ton capacity, 2000 cc. 

nominal, gasoline engine or 2500 cc. Nominal diesel engine, equipped with air-condition. The 

vehicles shall be in good condition, which shall be approved by EGAT. In case used Vehicles are 

proposed, the used period shall not exceed two years. (refer to Article G-6. Housing and Other 

Facilities.) 

for 115 KV ANG THONG 2 - LOP BURI 2, 115 KV CHAI BADAN - LOP BURI 2 Transmission Line 16 car-month 81,811.00   1,308,976.00   

Baht 1,308,976.00 
TOTAL PRICE FOR SCHEDULE 3O

3O : SUPPLY OF SERVICE OF VEHICLES

Item No. Description
Estimated

 Qty.
Unit 

Local Transportation,

Construction and Installation

(excluding VAT)

Baht

wir
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

3P1 Composite overhead ground wire with 36 core optical fibers (11.4 mm. OPGW) 

4,000 meter/reel 2 reel 383,189.18 766,378.37 Included in item 3P12 Included in item 3P12

3P2 2-way joint box with accessories for two OPGW cables 8 set 14,616.00  116,928.00   Included in item 3P12 Included in item 3P12

3P3 Tension assembly (grounded) with accessories 8 set 1,820.00   14,560.00     Included in item 3P12 Included in item 3P12

3P4 Suspension assembly (grounded) with accessories 4 set 2,654.00   10,616.00     Included in item 3P12 Included in item 3P12

3P5 Fiber frame termination cabinet with cable tray 2 set 12,745.00  25,490.00     Included in item 3P12 Included in item 3P12

3P6 36 pigtails (1.5 meter) 2 set 4,576.00   9,152.00      Included in item 3P12 Included in item 3P12

3P7 1-wire cleat (grounded) 30 set 794.00   23,820.00     Included in item 3P12 Included in item 3P12

3P8 2-wire cleat (grounded) 60 set 825.00   49,500.00     Included in item 3P12 Included in item 3P12

3P9 6-wire cleat (grounded) 16 set 1,464.00   23,424.00     Included in item 3P12 Included in item 3P12

3P10 Parallel groove clamp 8 set 254.00   2,032.00      Included in item 3P12 Included in item 3P12

3P11 Grounding clamp 8 set 185.00   1,480.00      Included in item 3P12 Included in item 3P12

3P12 Local transportation for item 3P1 to 3P11 lump sum each XXXXX XXXXX XXXXX XXXXX 25,881.00 25,881.00

Baht 766,378.37 Baht 277,002.00   Baht 25,881.00TOTAL PRICE FOR SCHEDULE 3P

3P : SUPPLY OF SPARE EQUIPMENT

1. Spare Equipment shall be delivered and stored at EGAT Chom Bung store in Ratchaburi Province by the Contractor.

2. The Contractor shall perform the test on the Equipment for Item No. 3P1 at EGAT's Store to guarantee that there are no damages during the transportation.

Item No. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment
Local Transportation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

wor
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

3Q1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

3Q1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 4,068,830.15 4,068,830.15 Included in Item 3Q1.2 Included in Item 3Q1.2

3Q1.2 Stringing by controlled tension method, one OPGW measured based on horizontal 

distance of line route from Ang Thong 2 substation to Lop Buri 2 substation
42.85 km XXXXX XXXXX XXXXX XXXXX 2,672,059.58 2,672,059.58

3Q2 Non-metallic optical fiber cable (OFC) at Ang Thong 2 substation

3Q2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame temination cabinet at Ang Thong 2 control building 230.00 meter 140.00 32,200.00 Included in Item 3Q2.4 Included in Item 3Q2.4

3Q2.2 Rigid steel conduit from take-off structure to cable trench for item 3Q2.1 lump sum lump sum 582.00 6,984.00 Included in Item 3Q2.4 Included in Item 3Q2.4

3Q2.3 EFLEX and/or HDPE conduit for item 3Q2.1 in cable trench lump sum lump sum 102.00 23,460.00 Included in Item 3Q2.4 Included in Item 3Q2.4

3Q2.4 Laying of optical fiber cable with accessories for item 3Q2.1, 3Q2.2, 3Q2.3 230.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 90,160.00

3Q2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

3Q2.6 Fiber frame termination cabinet with cable tray 1 set 12,745.00 12,745.00 31,130.00 31,130.00

3Q2.7 36 pigtails (1.5 meter) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

3Q3 Non-metallic optical fiber cable (OFC) at Lop Buri 2 substation

3Q3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet at Lop Buri 2 control building 150.00 meter 140.00 21,000.00 Included in Item 3Q3.4 Included in Item 3Q3.4

3Q3.2 Rigid steel conduit from take-off structure to cable trench for item 3Q3.1 lump sum lump sum 582.00 6,984.00 Included in Item 3Q3.4 Included in Item 3Q3.4

3Q3.3 EFLEX and/or HDPE conduit for item 3Q3.1 in cable trench lump sum lump sum 102.00 15,300.00 Included in Item 3Q3.4 Included in Item 3Q3.4

3Q3.4 Laying of optical fiber cable with accessories for item 3Q3.1, 3Q3.2, 3Q3.3 150.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 58,800.00

3Q3.5 19" closed rack cabinet 1 set 25,385.00 25,385.00 7,743.00 7,743.00

3Q3.6 Fiber frame termination cabinet with cable tray 1 set 12,745.00 12,745.00 31,130.00 31,130.00

3Q3.7 36 pigtails (1.5 meter) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

Schedule 3Q : 230 KV 115 KV ANG THONG 2 - LOP BURI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

wor
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 3Q : 230 KV 115 KV ANG THONG 2 - LOP BURI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

3Q4 Joint boxes for optical fiber cable 

3Q4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-

metallic optical fiber cable at take-off structure 2 set Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q5 Splicing work 

3Q5.1 Connecting two OPGW cables for item 3Q4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 3Q1.2 Included in 3Q1.2

3Q5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 3Q4.2 at take-

off structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 3Q1.2 Included in 3Q1.2

3Q5.3 Connecting OFC and pigtails for item 3Q2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 3Q1.2 Included in 3Q1.2

3Q5.4 Connecting OFC and pigtails for item 3Q3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 3Q1.2 Included in 3Q1.2

3Q6 Hardware assembly for OPGW

3Q6.1 OPGW suspension assembly (Grounded) lump sum lump sum 1,416,706.70 1,416,706.70 Included in 3Q1.2 Included in 3Q1.2

3Q6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q6.3 OPGW tension assembly with accessories and insulator to be installed at take-off 

structure 2 set Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

wir
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 3Q : 230 KV 115 KV ANG THONG 2 - LOP BURI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

3Q7 Line accessories

3Q7.1 Vibration damper assembly with accessories lump sum lump sum Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q7.2 Parallel groove clamps lump sum lump sum Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q7.3 Grounding clamps lump sum lump sum Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off 

structure 30 set Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off 

structure 8 set Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin 

to be used with item 3Q6.3 lump sum lump sum Included in 3Q1.1 Included in 3Q1.1 Included in 3Q1.2 Included in 3Q1.2

3Q7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

3Q7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 3Q6.1 Included in 3Q6.1 Included in 3Q1.2 Included in 3Q1.2

3Q8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 3Q1.2 Included in 3Q1.2

Baht 4,068,830.15 Baht 1,582,661.70 Baht 2,896,732.58TOTAL PRICE FOR SCHEDULE 3Q

wir

นางสาวอาสยา ช่างวิทยาการ 

หจตส-ห.

21 ก.ค. 2566



IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

3R1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

3R1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 7,764,486.38 7,764,486.38 Included in Item 3R1.2 Included in Item 3R1.2

3R1.2 Stringing by controlled tension method, one OPGW measured based on horizontal 

distance of line route from Chai Badan substation to Lop Buri 2 substation
81.77 km XXXXX XXXXX XXXXX XXXXX 5,099,050.46 5,099,050.46

3R2 Non-metallic optical fiber cable (OFC) at Chai Badan substation

3R2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame temination cabinet at Chai Badan control building 160.00 meter 140.00 22,400.00 Included in Item 3R2.4 Included in Item 3R2.4

3R2.2 Rigid steel conduit from take-off structure to cable trench for item 3R2.1 lump sum lump sum 582.00 6,984.00 Included in Item 3R2.4 Included in Item 3R2.4

3R2.3 EFLEX and/or HDPE conduit for item 3R2.1 in cable trench lump sum lump sum 102.00 16,320.00 Included in Item 3R2.4 Included in Item 3R2.4

3R2.4 Laying of optical fiber cable with accessories for item 3R2.1, 3R2.2, 3R2.3 160.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 62,720.00

3R2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

3R2.6 Fiber frame termination cabinet with cable tray 1 set 12,745.00 12,745.00 31,130.00 31,130.00

3R2.7 36 pigtails (1.5 meter) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

3R3 Non-metallic optical fiber cable (OFC) at Lop Buri 2 substation

3R3.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame termination cabinet at Lop Buri 2 control building 200.00 meter 140.00 28,000.00 Included in Item 3R3.4 Included in Item 3R3.4

3R3.2 Rigid steel conduit from take-off structure to cable trench for item 3R3.1 lump sum lump sum 582.00 6,984.00 Included in Item 3R3.4 Included in Item 3R3.4

3R3.3 EFLEX and/or HDPE conduit for item 3R3.1 in cable trench lump sum lump sum 102.00 20,400.00 Included in Item 3R3.4 Included in Item 3R3.4

3R3.4 Laying of optical fiber cable with accessories for item 3R3.1, 3R3.2, 3R3.3 200.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 78,400.00

3R3.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

3R3.6 Fiber frame termination cabinet with cable tray 1 set 12,745.00 12,745.00 31,130.00 31,130.00

3R3.7 36 pigtails (1.5 meter) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

Schedule 3R : 115 KV CHAI BADAN - LOP BURI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 3R : 115 KV CHAI BADAN - LOP BURI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

3R4 Joint boxes for optical fiber cable 

3R4.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R4.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-

metallic optical fiber cable at take-off structure 2 set Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R5 Splicing work 

3R5.1 Connecting two OPGW cables for item 3R4.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 3R1.2 Included in 3R1.2

3R5.2 Connecting OPGW cable and non-metallic optical fiber cable for item 3R4.2 at take-

off structure 2 job XXXXX XXXXX XXXXX XXXXX Included in 3R1.2 Included in 3R1.2

3R5.3 Connecting OFC and pigtails for item 3R2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 3R1.2 Included in 3R1.2

3R5.4 Connecting OFC and pigtails for item 3R3.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 3R1.2 Included in 3R1.2

3R6 Hardware assembly for OPGW

3R6.1 OPGW suspension assembly (Grounded) lump sum lump sum 2,703,479.74 2,703,479.74 Included in 3R1.2 Included in 3R1.2

3R6.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R6.3 OPGW tension assembly with accessories and insulator to be installed at take-off 

structure 2 set Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 3R : 115 KV CHAI BADAN - LOP BURI 2 TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

3R7 Line accessories

3R7.1 Vibration damper assembly with accessories lump sum lump sum Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R7.2 Parallel groove clamps lump sum lump sum Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R7.3 Grounding clamps lump sum lump sum Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R7.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R7.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R7.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R7.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off 

structure 30 set Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R7.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off 

structure 8 set Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R7.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin 

to be used with item 3R6.3 lump sum lump sum Included in 3R1.1 Included in 3R1.1 Included in 3R1.2 Included in 3R1.2

3R7.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

3R7.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 3R6.1 Included in 3R6.1 Included in 3R1.2 Included in 3R1.2

3R8 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 3R1.2 Included in 3R1.2

Baht 7,764,486.38 Baht 2,839,209.74 Baht 5,308,140.46TOTAL PRICE FOR SCHEDULE 3R

wor
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IMPORTANT :

Unit Price Amount

3I1 Dismantling work of the existing overhead ground wire of 115 KV ANG THONG 2 - LOP BURI 2 

TRANSMISSION LINE (approx. 42.85 km in transmission line distance) lump sum lump sum 2,800.00 107,125.00

3I2 Dismantling work of the existing overhead ground wire of 115 KV CHAI BADAN - LOP BURI 2 

TRANSMISSION LINE (approx. 81.77 km in transmission line distance) lump sum lump sum 2,800.00 228,956.00

Baht 336,081.00TOTAL PRICE FOR SCHEDULE 3I

3I : DISMANTLING WORK

1. Dismantling of the existing transmission line shall generally conform to Specification No. TL-07 (Rev.3) : Dismantling Work.

2. Dismantled Equipment as shown in Attachment No.2 shall be purphased by the Contractor at the prices offered in 3Z.

Item No. Description
Estimated

 Qty.
Unit 

Local Transportation,

Construction

and Installation

(excluding VAT)

Baht

wor
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IMPORTANT :

Unit Price Amount

3Z1 Dismantled equipment of the existing overhead ground wire and/or existing composite 

overhead ground wire with optical fiber, including hardware assemblies and line accessories 

of 115 KV ANG THONG 2 - LOP BURI 2 TRANSMISSION LINE (approx. 42.85 km in transmission 

line distance) lump sum lump sum 1,424.00 61,018.40

3Z2 Dismantled equipment of the existing overhead ground wire and/or existing composite 

overhead ground wire with optical fiber, including hardware assemblies and line accessories 

of 115 KV CHAI BADAN - LOP BURI 2 TRANSMISSION LINE (approx. 81.77 km in transmission 

line distance) lump sum lump sum 1,424.00 116,440.48

Baht 177,458.88TOTAL PRICE FOR SCHEDULE 3Z

3Z : DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR

1. Dismantling of the existing transmission lines shall generally conform to Specifications No. TL-07 (Rev.3) : Dismantling Work .

2. Approximate types and quantity of dismantled Equipment to be purchased are shown in Attachment No.2 : List of Equipment to be Dismantled by the Contractor.

Item No. Description
Estimated

 Qty.
Unit 

Purphase Price Offered for 

Dismantled Equipment

(including VAT)

Baht

wir
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Medium Price Schedule no. 4 

wir
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SCHEDULE 1 : 500 KV CHOM BUNG - RATCHABURI 3

230 KV BAN PONG 2 - SAI NOI

230 KV RATCHABURI 2 - RATCHABURI 3

230 KV BANG SAPHAN - PRACHUAP KHIRI KHAN

115 KV PHETCHABURI - RATCHABURI 2

115 KV CHA-AM - HUA HIN

115 KV HUA HIN - PRAN BURI

115 KV PRACHUAP KHIRI KHAN - PRAN BURI

SCHEDULE 2 : 230 KV RAJJAPRABHA - SURAT THANI

115 KV PHANGNGA - RAJJAPRABHA

115 KV HAT YAI 1 - HAT YAI 2

115 KV HAT YAI 1 - PHATTHALUNG

SCHEDULE 3 : 115 KV ANG THONG 2 - LOP BURI 2

115 KV CHAI BADAN - LOP BURI 2

SCHEDULE 4 : 115 KV TAK 1 - TAK 2 (JUNCTION)

115 KV MAE SOT - TAK 2 (JUNCTION)

PRICE SCHEDULE FOR

SUPPLY AND CONSTRUCTION FOR REPLACEMENT OF OVERHEAD GROUND WIRE WITH 

COMPOSITE OVERHEAD GROUND WIRE WITH OPTICAL FIBER (OPGW)

FOR

UNDER

TELECOMMUNICATION NETWORK RENOVATION PROJECT (TNRP) PHASE 18

wor
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Supply of Equipment Supply of Equipment

Foreign Supply Local Supply Foreign Currency Foreign Currency

CIF Thai Port
Ex-works Price
(excluding VAT)

Baht
(excluding VAT)

Baht

(excluding VAT)

Baht

Amount Amount Amount Amount Amount Amount Amount

4O : SUPPLY OF SERVICE OF VEHICLES 1,308,976.00

4P : SUPPLY OF SPARE EQUIPMENT 1,149,567.55 277,002.00 25,881.00

4R : 115 KV TAK 1 - TAK 2 (JUNCTION) TRANSMISSION LINE 1,316,079.02 543,132.32 922,018.33

4S : 115 KV MAE SOT - TAK 2 (JUNCTION) TRANSMISSION LINE 7,587,869.71 2,719,529.42 5,340,577.49

4I : DISMANTLING WORK 262,556.00

TOTAL PRICES THB 10,053,516.28 3,539,663.74 25,881.00 7,834,127.82

4Z : DISMANTLED EQUIPMENT TO BE PURCHASED BY THE CONTRACTOR -133,528.48

TOTAL PRICE FOR SCHEDULE NO. 4

230 kV LS - PL2, 115 kV TA - TA2(J), 115 kV MS - TA2(J)

TELECOMMUNICATION NETWORK RENOVATION PROJECT (TNRP) PHASE 18

Description Currency

Local Transportation Local Transportation, 
Construction and 

Installation

(excluding VAT)
Baht

Purchase Price Offered 
for Dismantled 

Equipment

(excluding VAT)
Baht

wir
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IMPORTANT :

Unit Price Amount

4O1 Facilities and service of four-wheel-driven, four doors vehicles, at least one ton capacity, 2000 cc. 

nominal, gasoline engine or 2500 cc. Nominal diesel engine, equipped with air-condition. The 

vehicles shall be in good condition, which shall be approved by EGAT. In case used Vehicles are 

proposed, the used period shall not exceed two years. (refer to Article G-6. Housing and Other 

Facilities.) 

for 230 KV LOM SAK - PHITSANULOK 2, 115 KV TAK 1 - TAK 2 (JUNCTION), 115 KV MAE SOT - TAK 2 

(JUNCTION) Transmission Line
16 car-month 81,811.00 1,308,976.00

Baht 1,308,976.00
TOTAL PRICE FOR SCHEDULE 4O

4O : SUPPLY OF SERVICE OF VEHICLES

Item No. Description
Estimated

 Qty.
Unit 

Local Transportation,

Construction and Installation

(excluding VAT)

Baht

wor
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

4P1 Composite overhead ground wire with 36 core optical fibers (11.4 mm. OPGW) 

4,000 meter/reel 3 reel 383,189.18 1,149,567.55 Included in item 4P12 Included in item 4P12

4P2 2-way joint box with accessories for two OPGW cables 8 set 14,616.00 116,928.00 Included in item 4P12 Included in item 4P12

4P3 Tension assembly (grounded) with accessories 8 set 1,820.00 14,560.00 Included in item 4P12 Included in item 4P12

4P4 Suspension assembly (grounded) with accessories 4 set 2,654.00 10,616.00 Included in item 4P12 Included in item 4P12

4P5 Fiber frame termination cabinet with cable tray 2 set 12,745.00 25,490.00 Included in item 4P12 Included in item 4P12

4P6 36 pigtails (1.5 meter) 2 set 4,576.00 9,152.00 Included in item 4P12 Included in item 4P12

4P7 1-wire cleat (grounded) 30 set 794.00 23,820.00 Included in item 4P12 Included in item 4P12

4P8 2-wire cleat (grounded) 60 set 825.00 49,500.00 Included in item 4P12 Included in item 4P12

4P9 6-wire cleat (grounded) 16 set 1,464.00 23,424.00 Included in item 4P12 Included in item 4P12

4P10 Parallel groove clamp 8 set 254.00 2,032.00 Included in item 4P12 Included in item 4P12

4P11 Grounding clamp 8 set 185.00 1,480.00 Included in item 4P12 Included in item 4P12

4P12 Local transportation for item 4P1 to 4P11 lump sum each XXXXX XXXXX XXXXX XXXXX 25,881.00 25,881.00

Baht 1,149,567.55 Baht 277,002.00 Baht 25,881.00TOTAL PRICE FOR SCHEDULE 4P

4P : SUPPLY OF SPARE EQUIPMENT

1. Spare Equipment shall be delivered and stored at EGAT Chom Bung store in Ratchaburi Province by the Contractor.

2. The Contractor shall perform the test on the Equipment for Item No. 4P1 at EGAT's Store to guarantee that there are no damages during the transportation.

Item No. Description
Estimated

 Qty.
Unit Currency

Supply of Equipment Supply of Equipment
Local Transportation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

wir
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

4R1 Composite overhead ground wire with 36 cores Optical fibers (OPGW)  (referred 

section F-4.3)

4R1.1 Furnishing OPGW (Ø 11.4 mm) lump sum lump sum 1,316,079.02 1,316,079.02 Included in Item 4R1.2 Included in Item 4R1.2

4R1.2 Stringing by controlled tension method, one OPGW measured based on horizontal 

distance of line route from Tak 1 substation to Tak 2 Junction
13.86 km XXXXX XXXXX XXXXX XXXXX 905,444.69 808,433.33

4R2 Non-metallic optical fiber cable (OFC) at Tak 1 substation

4R2.1 36 core non-metallic optical fiber cable from joint box at take-off structure to fiber 

frame temination cabinet at Tak 1 control building 200.00 meter 140.00 28,000.00 Included in Item 4R2.4 Included in Item 4R2.4

4R2.2 Rigid steel conduit from take-off structure to cable trench for item 4R2.1 lump sum lump sum 582.00 5,172.00 Included in Item 4R2.4 Included in Item 4R2.4

4R2.3 EFLEX and/or HDPE conduit for item 4R2.1 in cable trench lump sum lump sum 102.00 20,400.00 Included in Item 4R2.4 Included in Item 4R2.4

4R2.4 Laying of optical fiber cable with accessories for item 4R2.1, 4R2.2, 4R2.3 200.00 meter XXXXX XXXXX XXXXX XXXXX 392.00 78,400.00

4R2.5 19" closed rack cabinet NA set XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

4R2.6 Fiber frame termination cabinet with cable tray 1 set 12,745.00 12,745.00 31,130.00 31,130.00

4R2.7 36 pigtails (1.5 meter) 1 set 4,576.00 4,576.00 2,855.00 2,855.00

4R3 Joint boxes for optical fiber cable 

4R3.1 2-way joint box with accessories for two OPGW cables lump sum lump sum Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R3.2 2-way joint box with insulator and accessories for OPGW cable and 36 core non-

metallic optical fiber cable at take-off structure 1 set Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R4 Splicing work 

4R4.1 Connecting two OPGW cables for item 4R3.1 lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 4R1.2 Included in 4R1.2

4R4.2 Connecting OPGW cable and non-metallic optical fiber cable for item 4R3.2 at take-

off structure 1 job XXXXX XXXXX XXXXX XXXXX Included in 4R1.2 Included in 4R1.2

4R4.3 Connecting OFC and pigtails for item 4R2.6 1 job XXXXX XXXXX XXXXX XXXXX Included in 4R1.2 Included in 4R1.2

4R4.4 Connecting two OPGW cables at Tak 2 Junction 1 job XXXXX XXXXX XXXXX XXXXX Included in 4R1.2 Included in 4R1.2

Schedule 4R : 115 KV TAK 1 - TAK 2 (JUNCTION) TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

wor
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IMPORTANT :

Unit Price Amount Unit Price Amount Unit Price Amount

Schedule 4R : 115 KV TAK 1 - TAK 2 (JUNCTION) TRANSMISSION LINE

1. All lump sum price shall be based on horizontal distance of line route as specified else-where between the take-off structure. In case of changing of such horizontal distance of line route, the lump sum  prices shall be adjusted accordingly.

2. The bidder are required to propose their estimated quantities for such Item together with their bid proposal for consideration of EGAT.

Item. Description
Estimated

 Qty.
Unit 

Supply of Equipment Supply of Equipment Local Transportation,

Construction and Installation

(excluding VAT)

Baht

Foreign Supply Local Supply

CIF Thai Port

Ex-works Price

(excluding VAT)

Baht

4R5 Hardware assembly for OPGW

4R5.1 OPGW suspension assembly (Grounded) lump sum lump sum 458,239.32 458,239.32 Included in 4R1.2 Included in 4R1.2

4R5.2 OPGW tension assembly (Grounded) lump sum lump sum Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R5.3 OPGW tension assembly with accessories and insulator to be installed at take-off 

structure 1 set Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R6 Line accessories

4R6.1 Vibration damper assembly with accessories lump sum lump sum Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R6.2 Parallel groove clamps lump sum lump sum Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R6.3 Grounding clamps lump sum lump sum Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R6.4 1-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R6.5 2-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R6.6 6-wire cleat without insulator for OPGW down-lead to joint box lump sum lump sum Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R6.7 1-wire cleat with insulator for OPGW down-lead to joint box to be used at take-off 

structure 15 set Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R6.8 6-wire cleat with insulator for OPGW down-lead to joint box  to be used at take-off 

structure 4 set Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R6.9 Porcelain or glass insulator ANSI CLASS 52-4 (15,000 lbs) with corrosion proof type pin 

to be used with item 4R6.3 lump sum lump sum Included in 4R1.1 Included in 4R1.1 Included in 4R1.2 Included in 4R1.2

4R6.10 Insulator strain type ANSI CLASS 54-2 NA each XXXXX XXXXX XXXXX XXXXX XXXXX XXXXX

4R6.11 3/8" high strength galvanized steel ground wire for grounding OPGW to tower lump sum lump sum Included in 4R5.1 Included in 4R5.1 Included in 4R1.2 Included in 4R1.2

4R6.12 Orange and white fiber glass sphere with armor rod for composite overhead ground 

wire with 36 cores optical fiber (OPGW) 4 set 3,500.00 14,000.00 300.00 1,200.00

4R7 Field testing for optical fiber lump sum lump sum XXXXX XXXXX XXXXX XXXXX Included in 4R1.2 Included in 4R1.2

Baht 1,316,079.02 Baht 543,132.32 Baht 922,018.33TOTAL PRICE FOR SCHEDULE 4R

wir
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Important Information 

 for 

Invitation to Bid No. TNRP-L18A-OP 

________________________ 

The purpose of this section is to inform the Bidders to carefully study the details of 

the revised terms and conditions in the bidding documents. The following provisions have 

been recently revised as stated hereunder: 

Article E-16. Inspection and Tests 

Terms and conditions regarding inspection and tests have been revised. 

Article F-8. Drawings and Data to be Furnished by the Contractor 

Terms and conditions regarding EGAT's document management system in item d. 

have been added and the number of copies of the drawings and documents in Print and 

CD-ROM has been revised. 

Article F-12. Liquidated Damages for Late Completion and Late Delivery 

The total amount of liquidated damages shall not exceed ten (10) per cent of the total 

Contract Price, thereafter EGAT shall have the right, at its sole discretion, to terminate 

the Contract. 

Article F-17. Maintenance Guarantee and Article F-18. Maintenance Security 

In case all obligations on the part of the Contractor for the work under separated 

guarantee period under the Contract have been fulfilled, the Contractor is entitled to 

request EGAT to return the maintenance security guaranteed for such work regardless 

of the non-issuance of the Final Acceptance Certificate. 

Article G-3. Safety Program 

Safety terms and conditions have been revised. The Contractor shall observe and 

comply with the revised terms and conditions including Table 1. Safety Criteria and 

Conditions, Table 2. Contractor’s Safety Information, and Table 3. Contractor Safety 

Evaluation Checklist which have been added at the end of Section G.
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DATA SHEET 

for 

Invitation to Bid No. TNRP-L18A-OP 

________________________ 

 

This Section consists of provisions that are specific to each procurement and 

supplement the information or requirements included in Bidding Documents. 

 

1. Article B-3. Bid Security  

The amount of bid security shall be USD 289,430.- or THB 9,900,000.-.  

2.  Article B-4. Validity of Bids 

 The validity of the bid shall be for two hundred and ten (210) Days from the date 

specified for opening of bid.  

3. Article B-12. Evaluation and Comparison of Bids  

 Evaluation and comparison of Bids shall be as specified in Article B-12. Evaluation and 

Comparison of Bids. 
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ELECTRICITY GENERATING AUTHORITY OF THAILAND 
 

Nonthaburi  

Thailand  

 

INVITATION TO BID NO. TNRP-L18A-OP 

SUPPLY AND CONSTRUCTION FOR REPLACEMENT OF  

OVERHEAD GROUND WIRE WITH COMPOSITE OVERHEAD  

GROUND WIRE WITH OPTICAL FIBER (OPGW) 

TELECOMMUNICATION NETWORK RENOVATION  

PROJECT (TNRP) PHASE 18 

____________________ 

A-1.  Invitation 

The Electricity Generating Authority of Thailand (EGAT) hereby invites sealed 

bids for Supply and Construction for Replacement of Overhead Ground Wire with 

Composite Overhead Ground Wire with Optical Fiber (OPGW) under 

Telecommunication Network Renovation Project (TNRP) Phase 18 in accordance 

with the Terms and Conditions, Technical Specifications and Drawings described 

in these Bidding Documents. 

A-2 Work Description 

 The scope of work under this Invitation is composed of four (4) Schedules as 

described below : 

 Schedule 1 : Supply and Construction for Replacement of Overhead Ground Wire 

with Composite Overhead Ground Wire with Optical Fiber (OPGW) for the 500 

kV, 230 kV and 115 kV Transmission Lines in the central region of Thailand as 

follows : 

- 500 kV Chom Bung – Ratchaburi 3 Transmission Line, having a 

distance of 26.79 kilometers in length 

- 230 kV Ban Pong 2 – Sai Noi Transmission Line, having a distance of 

53.77 kilometers in length 

- 230 kV Ratchaburi 2 – Ratchaburi 3 Transmission Line, having a 

distance of 21.06 kilometers in length 

- 230 kV Bang Saphan – Prachuap Khiri Khan Transmission Line, having 

a distance of 59.12 kilometers in length 

- 115 kV Phetchaburi – Ratchaburi 2 Transmission Line, having a 

distance of 53.11 kilometers in length 

- 115 kV Cha-Am – Hua Hin Transmission Line, having a distance of 

28.50 kilometers in length 
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- 115 kV Hua Hin – Pran Buri Transmission Line, having a distance of 

25.49 kilometers in length 

- 115 kV Prachuap Khiri Khan – Pran Buri Transmission Line, having a 

distance of 62.57 kilometers in length 

Schedule 2 : Supply and Construction for Replacement of Overhead Ground Wire 

with Composite Overhead Ground Wire with Optical Fiber (OPGW) for the  230 

kV and 115 kV Transmission Lines in the southern region of Thailand as follows : 

- 230 kV Rajjaprabha – Surat Thani Transmission Line, having a distance 

of 51.49 kilometers in length 

- 115 kV Phangnga – Rajjaprabha Transmission Line, having a distance 

of 79.35 kilometers in length 

- 115 kV Hat Yai 1 – Hat Yai 2 Transmission Line, having a distance of 

9.70 kilometers in length 

- 115 kV Hat Yai 1 – Phatthalung Transmission Line, having a distance 

of 81.86 kilometers in length 

Schedule 3 : Supply and Construction for Replacement of Overhead Ground Wire 

with Composite Overhead Ground Wire with Optical Fiber (OPGW) for the 115 kV 

Transmission Lines in the central region of Thailand as follows : 

- 115 kV Ang Thong 2 – Lop Buri 2 Transmission Line, having a distance 

of 42.86 kilometers in length 

- 115 kV Chai Badan – Lop Buri 2 Transmission Line, having a distance 

of 81.64 kilometers in length 

Schedule 4 : Supply and Construction for Replacement of Overhead Ground Wire  

with Composite Overhead Ground Wire with Optical Fiber (OPGW) for the 115 kV 

Transmission Lines in the northern region of Thailand as follows : 

- 115 kV Tak 1 – Tak 2 (Junction) Transmission Line, having a distance 

of 13.50 kilometers in length 

- 115 kV Mae Sot – Tak 2 (Junction) Transmission Line, having a 

distance of 79.26 kilometers in length 

For replacement of overhead ground wire with composite overhead ground wire 

with optical fiber (OPGW), the Contractor shall perform dismantling of the existing 

overhead ground wire, including its hardware and line accessories, prior to 

stringing of OPGW. 

To allow the Contractor to perform the Work under this Contract, EGAT will de-

energize a circuit of each line during day time (6:00 a.m. to 5:00 p.m.) in the period 

as specified in the de-energizing plan attached with Attachment No. 1:  Additional 

Conditions for Overhead Ground Wire Replacement Work. The Contractor shall 

then perform the Work under the condition that one circuit conductor under the to-

be-replaced overhead ground wire is de-energized and the other circuit conductor is 

energized. The Contractor shall therefore take all precautions to protect workmen 

from any danger which may occur and to prevent and be responsible for any 

damages during performing such work, which shall be in accordance with 

Specifications No. TL-06 (Rev.0) :  Stringing of Conductor, Overhead Ground 

Wire and OPGW Parallel to Live Line. 
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Regarding this, the Bidders shall, for bidding, submit the detailed work procedure, 

which will include methods of stringing of OPGW and dismantling of existing 

overhead ground wires and their accessories under the conditions mentioned above, 

safety program for performing the Work, personnel required for performing the 

Work, and list of tools and Equipment to be employed with his bid for EGAT’s 

consideration. 

Furthermore, the Bidders shall note that the drawings of towers attached in these 

Bidding Documents are for reference only.  Examination of the existing towers and 

modification of their overhead ground wire cross-arms for stringing of OPGW, if 

necessary, shall be under the responsibility of the Contractor. 

It shall be noted that the dismantling Work of the existing overhead ground wires 

including hardware assemblies and line accessories shall be conducted in 

accordance with the requirements in Specifications No. TL-07 (Rev.3) : 

Dismantling Work. List of  dismantled Equipment to be purchased by the 

Contractor is shown in Attachment No. 2 : List of Equipment to be Dismantled by 

the Contractor. Conditions regarding the purchase of the dismantled Equipment are 

stipulated in Attachment No. 3 : Requirements for Dismantling Work and 

Conditions of Sale of Dismantled Equipment. 

The Contractor shall also be responsible for the design of any other necessary parts 

for completion of the Work, including the manufacture, supply, testing, 

construction and installation of the various components of the transmission line. 

The portion of design and detailing which are provided by EGAT is not under the 

Contractor’s design responsibility. 

Services required to complete the Work are shown in the Bid Price Schedules and 

included in these Bidding Documents. 

A-3. Eligibility of Bidders: General Requirements 

I. All Bidders shall meet the following requirements; failure to so comply shall 

constitute sufficient ground for rejection. 

a. The Bidder shall be a partnership, firm or company, either alone or in joint 

venture or in consortium. 

b. The Bidder shall be well-established and maintain a permanent place of business. 

c. The Bidder shall not be, or supply the Equipment, from the country under the 

state of Civil War. 

d. The Bidder shall not be named in the List of Work Abandoners published by the 

Permanent Secretary, Ministry of Finance and/or in the Debarment List and/or in 

the List of Work Abandoners declared by EGAT. 

e. The Bidder shall not be a Jointly Interested Bidder with other Bidders as from the 

date of EGAT’s issuance of the Invitation to Bid, or shall not be a person who 

undertakes any action as an “Obstruction of Fair Price Competition” as defined 

in Additional Regulation for this Invitation. 
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f. The Bidder shall not either be EGAT’s consultant or involving in EGAT’s 

consultancy company under this Invitation, or have EGAT’s personnel involved 

in his business as shareholder having voting right that can control his business, 

director, manager, officer, employee, agent or consultant except the ones who 

are officially ordered by EGAT to act or participate therein. 

g. The Bidder shall not be the person who is privileged or protected not to be taken 

any legal proceedings under Thai Court; provided that such Bidder’s government 

declares that such special privilege is waived. 

h. In case of being a joint venture or a consortium, the Bidder shall carry out all the 

Work under such formation from the time of bidding until the fulfillment of the 

Contract. 

i. The Bidder must have purchased the bidding documents from EGAT. For a 

joint venture or a consortium, only one (1) member of the joint venture or 

consortium is required to purchase the bidding documents.  

 In case the Bidder’s name is not exactly the same as the purchaser’s name, the 

purchaser shall notify EGAT of the name of the Bidder in writing prior to the 

bid opening time.  

II. All Bidders should preferably meet the following requirements; failure to so 

comply may constitute sufficient ground for rejection. 

a. The Bidder shall have adequate funds to meet financial obligations incidental to 

this Contract. 

b. The Bidder shall supply documentary evidence established in accordance with 

Article B-8. Information to be Submitted with Bid to demonstrate adequately 

that he is eligible to bid and is qualified to perform the Contract if his bid is 

accepted.  Bidder should also demonstrate his capacity to perform the Work 

either with or without the use of subcontractor. 

A-4. Eligibility of Bidders: Technical Requirements 

I. All Bidders shall meet the following requirements; failure to so comply 

shall constitute sufficient ground for rejection. 

 

  a. Himself, or either firm of the joint venture/consortium, having a record of 

experience in executing at least one turnkey contract as contractor (not as 

subcontractor) in overseas country (not his own country) or with EGAT 

either on the replacement of overhead ground wire with composite 

overhead ground wire with optical fiber (OPGW) on the transmission line 

or on supply and construction of transmission line with composite 

overhead ground wire with optical fiber (OPGW). The voltage level of 

transmission line for the said Work shown on such record shall be as 

follows :  
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  1) 110 kV or higher for supply and construction for replacement of 

overhead ground wire with composite overhead ground wire with 

optical fiber (OPGW) on 115 kV and 230 kV transmission line  

  2) 220 kV or higher for supply and construction for replacement of 

overhead ground wire with composite overhead ground wire with 

optical fiber (OPGW) on 500 kV transmission line  

Experience record of the Bidder or either firm of the joint 

venture/consortium, including experience record derived from being a firm 

of other joint venture or consortium in previous project(s) is acceptable. It 

is not allowed to combine the experience records of each firm of the joint 

venture/consortium in order to meet the experience requirements. 

  b. Himself, or either firm of the joint venture/consortium or his subcontractor 

or the combination thereof, having excellent reputation and adequate 

technical knowledge and record(s) of experience either in the replacement 

of overhead ground wire with composite overhead ground wire with 

optical fiber (OPGW) on the transmission line or in the construction of 

transmission line with composite overhead ground wire with optical fiber 

(OPGW). The voltage level of transmission line for the said Work shown 

on such record shall be as described in a. 1) and  a. 2). The accumulative 

distance of composite overhead ground wire with optical fiber (OPGW) 

shall be not less than 20 kilometers in length or not less than the Work 

specified under this Invitation. 

  c. In case the scope of work under this Invitation requires stringing of 

composite overhead ground wire with optical fiber (OPGW) on which the 

other circuit conductor is under energizing condition while performing 

such work, himself, or either firm of the joint venture/consortium or his 

subcontractor or the combination thereof shall have adequate technical 

knowledge and practical experience in stringing of line conductors or 

overhead ground wire or OPGW parallel to a live line having voltage level 

as described in  a. 1) and a. 2).  

With respect to item b. and c., experience record of the Bidder or either firm of 

the joint venture/consortium, including experience record derived from being a 

firm of other joint venture or consortium in previous project(s) is acceptable, 

provided that there is a letter from the project owner certifying that the Works 

as described in b. and c. above were performed by the Bidder or either firm of 

the joint venture/consortium of this project. 

However, reference records of either the parent or affiliated companies of the 

Bidder or of either firm of the joint venture/consortium shall not be acceptable. 

If the Bidder is a new company formed by acquisition of or merger with other 

companies or business units before submitting the Bid, the experience records 

of any of such previous companies or business units that meet the requirements 

set forth herein are acceptable as the experience records of the Bidder. 

  d. Proposing composite overhead ground wire with optical fiber (OPGW) 

manufactured by regular manufacturers of excellent reputation having 

significant technical knowledge and at least three (3) years experience in 

the design, manufacture and testing of such Equipment, having 

manufacturing capacity available to perform the Work properly and 
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expeditiously within the time specified, and having satisfactory past 

experience, with additional requirements as follows: 

  Composite overhead ground wire with optical fiber (OPGW) 

manufacturer having a record of at least three (3) consecutive years 

of successful operation/use of the same or similar type as those 

required under this Invitation in the transmission line having 

accumulative distance of not less than 20 kilometers. 

  

  In the event that the Bidder proposes the Equipment of the manufacturer 

who, at the time of bidding, fails to meet requirements of any contract(s) 

with EGAT regarding major defects or malfunctioning of such Equipment 

and such failure has not yet satisfactorily been proved to and/or settled 

with EGAT, EGAT reserves the right to reject his Bid. 

  

II. All Bidders should preferably meet the following technical requirements; 

failure to so comply may constitute sufficient ground for rejection. 

a. Having sufficient capacity to carry out the Work. 

  b.   Proposing overhead ground wire, insulators for overhead ground wire and 

for OPGW, hardware assemblies and line accessories for overhead ground 

wire and for OPGW, fiber optic transmission system Equipment and other 

Equipment manufactured by regular manufacturers of excellent reputation 

having significant technical knowledge and at least three (3) years 

experience in the design, manufacture and testing of such Equipment, 

having manufacturing capacity available to perform the Work properly and 

expeditiously within the time specified, and having satisfactory past 

experience, with additional requirements as follows: 

 Manufacturer for overhead ground wire, hardware assemblies and line 

accessories for overhead ground wire and for OPGW, and non-

metallic optical fiber cable (OFC) being an eligible local firm having 

set up a plant in Thailand 

 However, the Bidder may propose any qualified local manufacturer who 

does not have experience in design, manufacture and testing as well as a 

record of successful operating/use of his Equipment as specified above but 

has obtained special permission from EGAT for manufacture and/or 

fabrication of the specific Equipment within the scope specified in the 

letter of permission issued by EGAT, or propose any local manufacturer 

who is in the list of Eligible Local Manufacturers Accepted by EGAT as 

shown herein at the end of this Section. 

In the event that the Bidder proposes the Equipment of the manufacturer 

who, at the time of bidding, fails to meet the requirements of any 

contract(s) with EGAT regarding major defects or malfunctioning of such 

Equipment, and such failure has not yet satisfactorily been proved to 

and/or settled with EGAT, EGAT reserves the right to reject his Bid. 

The eligibility will not be applicable for any Equipment which is not 

required under this Invitation. 
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 c. Proposing reputable subcontractors, for the portion of the Work to be 

subcontracted, having adequate technical knowledge, ability and capacity 

and practical experience to perform such work. If any proposed 

subcontractor(s) is(are) not qualified in the opinion of EGAT, the Bidder is 

required to select other subcontractor(s) at his own cost to the  satisfaction 

of EGAT.  

  d. Having no just or proper claims pending against him with respect to breach 

in the performance of Contract on other similar works awarded by EGAT. 

If Bidder is a new company formed by acquisition of or merger with other 

companies or business units, the pending claim of any of such previous 

companies or business units shall be considered pending claim of the 

Bidder. 

 e. Himself or his subcontractors, at the time of submitting this proposal, not 

carrying excessive work or not being in a default position with respect to 

work with EGAT. Unsatisfactory past performance on contract awarded by 

EGAT may be a sufficient reason of being disqualified. 

  

Reference records of either the parent or affiliated companies shall not be 

considered as the records of such Bidder or manufacturers. 

      

A-5. Joint Venture or Consortium 

 In the event that the successful Bidder is a joint venture or a consortium formed 

of two or more companies, EGAT requires that the parties to the joint venture or 

the consortium accept joint and several liability for all obligations under the 

Contract. 

A-6. Preparation and Delivery of Bids 

Bids shall be prepared in accordance with the Instructions to Bidders contained in 

the Bidding Documents in one (1) original and three (3) hard copies, in English, 

on the bid forms included for this purpose and shall be accompanied with a bid 

security as required under the Article pertaining to Bid Security in Section B : 

Instructions to Bidders. The bid security in accordance with Article B-3. Bid 

Security shall be submitted in a separate sealed envelope.  

The envelope of the bids will be marked in capital letters in the lower left-hand 

corner as follows :  

 

INVITATION TO BID NO. TNRP-L18A-OP 

SUPPLY AND CONSTRUCTION FOR REPLACEMENT OF  

OVERHEAD GROUND WIRE WITH COMPOSITE OVERHEAD  

GROUND WIRE WITH OPTICAL FIBER (OPGW) 

TELECOMMUNICATION NETWORK RENOVATION  

PROJECT (TNRP) PHASE 18 
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and shall be addressed and delivered to : 

  International Procurement Department - Transmission Segment 

  Procurement and Inventory Management Division 

  Electricity Generating Authority of Thailand 

Bangkruai, Nonthaburi 11130 

Thailand 

on or before 10:00 a.m., Bangkok Standard Time,        See Tentative Schedule  

If the envelope(s) is not sealed, marked and addressed as required above, EGAT 

will assume no responsibility for the bid misplacement or premature opening. 

Bids will be opened publicly at Bidding Room, 1st floor, Tor 082 Building and at 

the time specified above.   

Bids received after the time stipulated above shall be rejected and returned 

unopened. 

A-7. Availability of Bidding Documents 

The Bidding Documents in CD-ROM are available for examination and can be 

obtained  from  EGAT  at  the  hereunder  address  upon  payment  to EGAT, 

non-refundable, in the amount of  USD…100.-...- or Baht…3,000.-..; these prices 

include the value added tax. 

 

International Procurement Department - Transmission Segment Procurement 

and Inventory Management Division 

Electricity Generating Authority of Thailand 

Bangkruai, Nonthaburi 11130 

Thailand 

Note : At the time of bidding, EGAT’s Specifications and all Drawings need 

not be submitted, although they are considered as part of the Bidding 

Documents. 








































